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Forward 
 

In order to protect the public health, safety and welfare, it is necessary to establish standards for 
engineering in the City of Otsego. 
 
This manual outlines specific requirements, materials and standards that will be incorporated into 
the preparation of plans and specifications for sanitary sewer, storm sewer, watermain, trails, 
street construction and other improvements within the City of Otsego.   
 
Except as modified by specific City of Otsego requirements; sanitary sewer facilities and water 
works shall be designed to conform to the latest edition of the “10 State Standards” and shall be 
constructed in accordance with the latest edition of the City Engineers Association of Minnesota 
Standard Specifications, Street and road surface improvements shall be designed to the standards 
of the latest edition of the Minnesota Department of Transportation design manuals and shall be 
constructed in accordance with the latest edition of the Minnesota Department of Transportation 
Standard Specifications, all traffic control devices and signing shall conform to the latest edition 
of the Minnesota Manual on Uniform Traffic Control Devices, and all stormwater 
facilities/treatment shall be designed to conform to the latest edition of the Minnesota Pollution 
Control Agency Stormwater Manual and National Pollution Discharge Elimination System 
permits. 
 
Development plans and public facilities construction plans shall conform to City of Otsego 
Ordinances and Comprehensive Plans.  Related to engineering, comprehensive plans include the 
sanitary sewer system with associated trunk facilities for area service, the water distribution 
system with watermain oversizing, the surface water runoff control plan and the city 
transportation plan with designated collector streets.  The City of Otsego has the authority to 
construct improvements as necessary conforming with City Comprehensive Planning with the 
costs of improvements allocated or assessed to properties for benefit. 
 
Once the plat, plans and specifications and associated documents have been reviewed, approved 
and signed, the City will allow the developers, as defined in the Development Agreement, to 
proceed with the construction. 
 
These standards are established as policy and as such may be subject to change by action of the 
City Council. 
 
The City of Otsego Engineering Manual was approved by the City Council on March 22, 1999 in 
Resolution No. 99-15. 
 

____________________________ 
Ronald J. Wagner, PE  Date 

City Engineer    

 
HAKANSON ANDERSON ASSOCIATES, INC. 

3601 Thurston Avenue 
Anoka, MN  55303 

Telephone:  763/427-5860 



TABLE OF CONTENTS 
 
 

 

I. Engineering Requirements 

II. Erosion Control Policy 

III. City Standard Plans 

IV. City Standard Materials 

V. Testing Requirements 

VI. Construction Requirements 

VII. Storm Water Treatment 

VIII. Lift Stations 

IX. Signage, Striping and Lighting 

X. Miscellaneous 

 

APPENDIX 

A. Standard Plates 

B. City of Otsego Developmental Policy, Trunk & Lateral Sewer & Water Facilities 

C. City of Otsego Policy on Stormwater Drainage, Submittal Requirements for Developers 

D. City of Otsego Standard Specifications for Street Construction for Developers 

E. City of Otsego General Requirements for Lift Station Design for Developers 

F. City of Otsego Standard Specifications for Signage, Striping & Lighting 

G. Certification of Grading and Placement of Property Corner Monuments Form. 



 

GLOSSARY OF TERMS 
 
 
 
AASHTO American Association of State Highway and 
 Transportation Office 

ANSI American National Standards Institute 

ASTM American Society of Testing and Materials 

AWWA American Water Works Association 

CEAM City Engineer’s Association of Minnesota 

CMP Corrugated Metal Pipe 

HDPE High Density Polyethylene 

DIP Ductile Iron Pipe 

Mn/DOT Minnesota Department of Transportation 

MN MUTCD Minnesota Manual on Uniform Traffic Control Device 

MPCA Minnesota Pollution Control Agency 

PID Property Identification Number 

PVC Polyvinyl chloride 

RCP Reinforced Concrete Pipe 

SDR Strength to Diameter Ratio 



1 

ENGINEERING MANUAL 
 
 
 I. Engineering Requirements 
 

As set forth in various sections of the City ordinances, developers of property 
within the City of Otsego are required to submit certain plans and specifications 
for review and approval by the City.  These include such items as grading plans, 
drainage plans, topographic surveys, plats, street and utility plans and 
specifications.  These plans and specifications shall be prepared by competent 
professionals. 

 
The professional services required of the developer may include one or more of 
the following professionals: architect, land surveyor, planner, soils and civil 
engineer and testing service.  The engineering services include not only 
preparation of plans and specifications, but field staking in order to assure the 
City that the completed project is in conformance with the approved plans and 
specifications. The City will provide inspection of the installation of the facilities at 
the developer’s expense. 

 
Within the development contract, the developer has a choice in determining how 
the required improvements will be handled.  The developer can either construct 
and finance the improvements, or request that they be installed under a public 
improvement project and assessed against the property benefitting. Approval of 
the choice is a City Council matter. 
 
If the developer chooses to install required public improvements within the 
development, the following procedures shall be followed: 

 
1. The developer shall submit plans, specifications and copies of all design 

calculations to the City for review and approval.  These plans are to be 
prepared by a registered professional civil engineer and shall be in 
accordance with City standards as outlined herein.  The City 
comprehensive sanitary sewer, water, storm drainage and thoroughfare 
plans shall be adhered to in design considerations.  All sanitary sewer and 
watermain testing shall be completed and copies of service ties submitted 
to the City prior to issuance of any building permits. 

 
2. The developer shall submit erosion and sediment control plans along with 

a Storm Water Pollution Prevention Plan to the City for review and 
approval.  No work is to begin until all erosion and sediment control 
methods are in place and approved by the City. 

 
3. The developers shall furnish a separate Development Plan Lot 

Tabulations listing house type, garage floor elevations, and lowest 
opening elevation. 
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4. The developer will be responsible for not only plans and specifications 

preparation, but also for providing staking.  All cut sheets shall be provided 
to the City Engineer or his representative within 24 hours.  Resident 
inspection of said improvements to assure compliance with the approved 
plans shall be completed by the City.  

 
5. Copies of all bids, change orders, etc. relating to the improvements shall 

be forwarded to the City Engineer. 
 
6. The developer shall furnish to the City the list of selected contractors and 

subcontractors being considered for retention by the developer for any of 
the public improvements work in the development.  The City has the right 
to reject any contractor or subcontractor deemed unacceptable to the City. 

 
7. Any changes to the approved plans and specifications shall be approved 

by the City Engineer in writing before work is started. If the change affects 
the project letter of credit by increasing the cost, the letter of credit shall be 
increased before the work can begin. 

 
8. The developer will hold a preconstruction meeting at the City Public Works 

Department Facility prior to start of any work on the development.  The 
City staff and City Engineer along with the contractor and subcontractors, 
developer’s engineer, utility companies and other interested parties must 
be invited to the meeting.  The developer will be responsible for drafting 
pre-construction meeting minutes.  The said minutes shall be submitted to 
the City Engineer for review, then distributed by the developer to all 
parties whom were in attendance at the meeting. 

 
9. The developer shall retain an independent testing service to perform the 

required tests of materials.  Copies of tests will be directed to the City 
Engineer.  The cost of this service will be the responsibility of the 
developer.  The City shall be notified 24 hours in advance of all scheduled 
tests so its representatives can be present at the time tests are made. The 
required tests include sanitary sewer, watermain, storm sewer, street 
subgrade, sidewalk and bike path subgrade, base course, wear course, 
and curb and gutter.  

 
10. Initial City Acceptance: 
 
 Upon completion of all the work required, the developer must schedule a 

walk-thru.  The developer, his contractor, the City maintenance 
department, City utility department, and the City Engineer or his 
representative must be invited.  Written Initial City Acceptance of the 
completed work shall be made by the City Engineer, subject to the 
following:  
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a. All site grading has been completed (with exception to individual lot 

grading) and approved. 
 

b. All streets have been completed including all required curb, final 
bituminous wear course, sidewalk, bituminous paths, and all utility 
casting adjustments have been made and approved. 

 
c. All public utilities have been completed, all required testing has 

passed and utilities have been approved. 
 

d. The developer or the developer’s engineer must submit written 
certification to the City Engineer stating that all public 
improvements have been completed in accordance with the 
approved plans and specifications. 

 
e. The developer’s engineer shall provide the City with a complete set 

of full size electronic “as-built”  plans, Adobe (.Pdf) or AutoCAD 
(.Dwg) files are acceptable, for the City records as outlined in this 
manual.  These as-builts shall be submitted within 30 days after the 
completion of the improvements, and before any security is 
released. 

 
f. The developer’s surveyor shall provide the City with written 

certification that all corners of lots (iron monuments) have been 
placed. 

 
Upon the initial acceptance by the City, the warranty period, as described 
below and/or in the Developer’s Agreement, shall commence. 
 

11. All work shall be initially accepted as defined above before building 
permits will be issued.  Before the final payment is made to the contractor 
by the developer, the City Engineer shall be satisfied that all work is 
satisfactorily completed in accordance with the approved plans and 
specifications.  

 
12. A Certificate of Survey signed by a Professional Land Surveyor for each 

individual lot will be required to verify lot corner elevations, swales, 
emergency overflow elevations, and house low floor and lowest opening 
elevations.  Sufficient number shots (every 25’ minimum in critical areas 
such as along lot lines or swales) shall be provided to accurately represent 
the final grades.  Said survey shall be submitted to the City Building 
Department for review and approval prior to the Certificate of Occupancy 
being issued.  An as-built Certificate of Survey shall be provided and 
reviewed by the City Engineer prior to returning of the grading escrow. 
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13. Warranty Period – If within the time prescribed by law, by the contract 
documents and/or the Developer’s Agreement if any of the work is found 
to be unacceptable, the developer shall correct it promptly unless the City 
has previously accepted the work.  The developer shall give prompt notice 
after discovery of any unacceptable conditions to the contractor 
responsible for the project work. 

 
Unless otherwise noted in the contract documents, the following 
requirements shall apply: 

 
a. The developer shall guarantee all work relating to utilities, 

appurtenances, material and equipment furnished by him for a 
period of one year from the date of Initial written City Acceptance of 
the work or project. The utilities will not be be accepted prior to 
placement of the wearing course being constructed. 

 
b. The developer shall guarantee all work relating to street 

construction including concrete curb and gutter, materials and 
equipment furnished by him for a period of one year from the date 
of written acceptance of the work or project, unless the wearing 
course is placed during the same construction season as the base 
course.  In those instances, the contractor shall guarantee all work 
including street construction, concrete curb and gutter, material and 
equipment furnished by him for a period of two years from the date 
of written acceptance of the work or project.  The streets will not be 
accepted prior to the wearing course being constructed. 

 
c. The developer shall provide a warranty letter of credit.  The amount 

of the letter of credit will be determined by the City engineer based 
on the cost of imported manufactured materials delivered to the 
project. 

 
14. Final City Acceptance: 
 

No more than 30 day prior to the conclusion of the warranty period and 
before the improvements may be finally accepted by the City, the 
developer must schedule a walk-thru. The developer, his contractor, the 
City maintenance department, City utility department, and the City 
Engineer or his representative must be invited.  Upon Final Acceptance by 
the City and conclusion of the warranty period, the City will assume 
responsibility for the public improvements.  All inspection costs are the 
responsibility of the Developer 

 
15. After all public improvements have been completed, properly inspected as 

specified above, and an acceptable maintenance guarantee provided, the 
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project will be accepted by the City and the Warranty Letter of Credit may 
be released. 

 
II. Erosion Control Policy 
 

1.   Required Erosion Control Plan.  Prior to commencing any earth disturbing 
activity in a subdivision, the subdivider shall prepare and submit to the City 
Engineer an erosion control plan for approval by the City Engineer.  The 
plan shall be approved if it complies with the City’s zoning ordinance, the 
City’s subdivision ordinance, and the requirements contained herein.  The 
developer must also prepare and submit to the City Engineer a 
Stormwater Pollution Prevention Plan (SWPPP). 

 
2.   Required Control Measures.  The control measures shall conform to the 

latest edition of MPCA’s NPDES “Application for General Stormwater 
Permit for Construction Activity” (MN R100001) requirements and as 
specified herein; 

 
a. The plan shall be suited to the topography and soils so as to create 

the least erosion potential. 
 
b. The land shall be developed in increments of workable size on 

which adequate controls of erosion and siltation can be provided 
and maintained during the construction period.  Grading operations 
and other land disturbing operations shall be staged so that the 
area being developed is not exposed for long periods of time 
without stabilization. 

 
c. Temporary vegetation and/or mulching shall be used to protect the 

areas exposed during the development per the time frames as 
required by the permit. 

 
d. Permanent vegetation and structures shall be installed per the time 

frames as required by the permit.  If grading is not completed until 
after the planting season has expired, temporary erosion control 
measures, including dormant seeding and mulching, shall be 
implemented. 

 
e. Sediment basins (debris basins, desilting basins, or silt traps) shall 

be installed and maintained to remove sediment from runoff waters 
from the land undergoing development.  Storm sewer inlets shall be 
provided with debris guards and microsilt basins to trap sediment 
and avoid possible damage from blockage.  The silt shall be 
removed when necessary.  If sediment/siltation measures taken are 
not adequate and result in downstream sediment, the developer 



6 

shall be responsible for cleaning out or dredging downstream storm 
sewers and ponds as necessary. 

 
f. Before grading is commenced, all control measures as shown on 

the approved plan shall be installed. 
 
g. Immediately after curb and gutter has been placed, cured, and 

backfilled, approved erosion control measures shall be installed 
directly behind the curb.   

 
h. Erosion control practices shall comply with the Minnesota Pollution 

Control Agency Best Management Practices. 
 
i. The subdivider shall be responsible for cleaning and maintenance 

of the storm sewer system (including ponds, pipes, catch basins, 
culverts, and swales) within the subdivision and the adjacent off-
site storm sewer system that receives storm water from the 
subdivision.  The subdivider shall follow all instructions it receives 
from the City concerning the cleaning and maintenance of the 
storm sewer system.  The subdivider’s obligations under this 
paragraph shall end one (1) year after the public improvements in 
the subdivision have been accepted by the City. 

 
j. The subdivider shall be responsible for cleaning all streets in the 

subdivision and adjacent to the subdivision from sediment and 
debris from the subdivision for a period of one (1) year from when 
the streets have been completed and accepted by the City. 

 
k. A temporary concrete washout area is required.  These temporary 

washout areas must not allow any liquid concrete, including rinse 
water from concrete-chutes and washing of concrete tools, to 
contact the bare ground.  The waste material must be disposed of 
off-site in a MPCA-approved manner.  A concrete washout sign 
must be installed at each temporary washout facility. 

 
l. Infiltration basins shall be provided to treat the water quality volume 

as required by the NPDES permit.  In area where infiltration is not 
possible as described in the NPDES permit Part III (typically 
Hydraulic “D” type soils or higher risk DWSMA areas), other volume 
reducing methods shall be provided to treat the water quality 
volume.  If infiltration is not possible the reasoning shall be 
described in the SWPPP Narrative and all alternative volume 
reducing methods being used shall be described.   
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3.   Financial Guarantee 
 

a. A portion of the Developer’s letter of credit required by the 
Developer’s agreement ($3,000/net Ac) shall include a guarantee of 
compliance with erosion control measures, and shall be furnished 
upon approval of the Developer’s Agreement before work is 
commenced.  The financial guarantee shall remain in place 
($250/Lot or $1,000/net Ac) until all the subdivider’s obligations 
under the erosion control plan have been satisfied. 

 
b. If the City draws upon the financial guarantee, the subdivider shall 

within ten (10) days of the draw, deposit with the City additional 
security of the same type and amount that the City has drawn.  No 
further inspections will be conducted, no new building permits will 
be issued, and all work must stop within the development until the 
cash deposit for erosion control is restored to the predraw balance. 

 
4.   Enforcement. 

 
a. The City may issue a stop work order halting all development work 

and building construction for noncompliance with the erosion 
control plan. 

 
b. The City may draw down the posted financial guarantee and 

perform any work necessary to achieve compliance with the 
erosion control plan.  The City will endeavor to give the subdivider 
advance notice of such action. 

 
III. City Standard Plans 
 

In order for the City to have standardized construction and as-built plans, the 
guidelines listed below shall be followed: 
 
1. General Requirements: 
 

a. The Developers must consider the requirements for plans found in 
the subdivision ordinance and street construction standards 
attached herein. 

 
b. Incorporated in the set of plans shall be a sheet indicating the entire 

project, with corresponding sheet numbers on each separate sheet 
and index.  All construction or phase limits shall be clearly depicted. 

 
c. All sheets shall be 22” x 34”. 
 
d. Scale Horizontal Scale 1” = 50’ 
 Vertical Scale 1” = 5’ 
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 (unless otherwise approved by the City engineer) 
 
e. General Details 

 
i. North arrow 
ii. Scale 
iii. Date of preparation 
iv. Proposed name of the subdivision in which the roadway and 

utilities are to be constructed. 
v. Proposed name of all streets 
vi. Name of the plan preparer, Engineer, Surveyor and Owner 
vii. Seal or signature of the preparer and Registered Engineer 
viii. Roadway, sanitary sewer, watermain and storm sewer plan 

and profile shall be drawn at a scale of 1” = 50’ horizontal 
and 1” = 5’ vertical. 

ix. Roadway cross-sections shall be drawn at a scale of 1” = 10’ 
horizontal and 1” = 5’ vertical. 

 
f. Where possible, all utilities shall be shown in the following 

approximate locations: 
 

i. Sanitary Sewer - on centerline of street right-of-way 
ii. Watermain - ten feet north and east of centerline 
iii. Storm Sewer - ten feet south and west of centerline 

 
g. All detail drawings shall be on a separate sheet and referenced to 

the proper sheet. 
 
h. The profile shall be directly below the plan with the stationing 

aligned as closely as practical.  Stationing shall be shown on the 
plan view as well as the profile. 

 
i. All parcels shall be properly labeled with lot and block numbers and 

plat name, or P.I.D. in unplatted areas.  Developed parcels shall 
have their address shown on the plan. Bearings and distances for 
all existing roadway centerlines and right-of-ways described above 
shall be shown. 

 
j. All match-line breaks shall be clean with reference points clearly 

marked.  All plans which are broken by a matchline shall be on the 
same or consecutive sheets. 

 
k. Proposed and existing utilities shall be shown in both plan and 

profile, stationed and labeled as existing. 
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l. Approximate locations of gas, electric, telephone and cable lines 
shall be shown. 

 
m. Right of way and pavement or curb and gutter alignment data shall 

be shown. Right of way shall be rounded at intersections (min 10’ 
radius) to allow for utility installation. 

 
n. Benchmarks shall be placed on all sheets.  (N.G.V.D. 1929 Adj.) 
 
o. All hydrants are to be at required height (see Standard Plate 203) 

after lawns, boulevards, etc. are finished (sod, seed, etc.) This will 
be the developer’s responsibility. 

 
p. All dead end streets serving more than 1 lot shall have a minimum 

40’ radii temporary cul-de-sac with 4” bituminous curb unless 
approved by the City Engineer. A temporary easement shall cover 
the temporary cul-de-sac beyond the platted right of way. (See 
Standard Plate 108A)    

 
2. Specific Requirements: 
 

a. Stationing of sanitary sewer wyes shall be indicated “S” in front of 
the stationing. 

 
b. All sanitary sewer services shall be drawn on the plan to the 

constructed length and the length noted.  Indicate if jacked. 
 
c. If the sanitary sewer wye only is constructed, it shall be noted as 

“Wye Only” after stationing. 
 
d. The invert elevation of all sanitary sewer services shall be shown 

on the plans.  If risers are installed, the height of each shall be 
indicated on the plans and also drawn on the profile, along with the 
height of each riser. 

 
e. All manholes shall be numbered on both plan and profile. 
 
f. All hydrants, gate valves and tees shall be stationed on the bottom 

of the profile. 
 
g. All water corporation stops shall be indicated by a “W” in front of its 

stationing. 
 
h. All water services shall be drawn to constructed length and the 

length noted if other than 10 feet in back of the property line.  
Indicate if service is jacked. 
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i. The size and type of materials of all sanitary sewer and water 

services shall be noted on the plans. 
 
j. On combination sewer and water projects, water services may be 

placed in the same trench with sanitary sewer services three feet 
downstream from and 18” above the sanitary services.  Locations 
will be noted on the plans with an “S & W” in front of the stationing. 

 
k. All sewer and watermain shall be shown in the profile with the 

appropriate information such as size, material, grades, invert 
elevations, etc.  

 
l. All elevations shall be based on N.G.V.D. 1929 Adj. datum. 
 
m. All hydrants and sanitary manholes (gravity and forcemain) within 

the water table shall be identified in the plans.  The hydrants are to 
be marked with a metal strip, nozzle painted black and their drain 
holes are to be plugged. 

 
n. Lots located in clay soils shall have draintile extended to if they are 

more than one lot away from a storm sewer structure.  The draintile 
is to serve as a means of promoting drainage along lot lines and as 
a connection point for homes sump pump systems. All rear yard 
draintile shall be solid PVC with cleanouts located at any bend and 
at the end of the line. 

 
o. The plans shall depict a temporary concrete washout area. A sign 

must be placed at each temporary washout facility.  A detail of the 
concrete washout area containment device is required. 

 
p. All street vertical and horizontal curves shall be designed in 

accordance with MnDOT Standards or as approved within 
Appendix D of this Engineering Manual.  

 
3. As-Built Requirements: 
 

a. All as-built plans shall be provided in the form of a complete set 
(including detail sheets) of full size “as-built” electronic plans. 
Adobe (.Pdf) or AutoCAD (.Dwg) files are acceptable, All 
unnecessary construction information removed (contours, trees, 
shrubs, fences, etc.).  

 
b. As-built grading on all ponding areas, drainage swales, ditches and 

emergency overflows are required.  Plans shall indicate as-built 
ground elevations (spot shots) superimposed upon the approved 
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grading plan. Also, the normal water elevation, high water 
elevation, and the acre feet of storage (if different from proposed 
plan) for each ponding area along with the final storm sewer plans. 

 
c. All “as-built” plans shall be certified by the design engineer.  
 
d. All water valves shall be located with at least two permanent field 

ties, using the following priority: 
 

i. Fire hydrants 
ii. Manholes 
iii. Catch basins, if curb and gutter is in 
iv. Buildings or other permanent structures 
v. Power poles, trees, other semipermanent items 
vi Stationing from hydrants, manholes, catch basins, if over 

100’ 
vii. Back of curb only when used with station in (f.) above 

 
e. All services shall be tied with at least two ties, using the following 

priority: 
 

i. The served structure with address noted 
ii. Neighboring structures with address noted 
iii. Fire hydrants 
iv. Manholes, catch basins, if curb and gutter is in 
v. Other permanent structures (bridges, telephone boxes, 

electrical boxes, etc.) 
vi. Power poles, trees, other semipermanent items 
vii. Stationing from hydrant, manhole, catch basins – these may 

be used with back of curb distance only as last possible 
means. 

 
f. Show all contractor’s name on the as-builts.  At a minimum the 

general or prime contractor shall be listed and any subcontractors 
performing paving, concrete, aggretate base, utility, and grading 
work shall be listed.  

 
g. Show where fabric has been placed or correction to pavement 

section has been made in the streets on the plan portion of the as-
builts. 

 
h. Benchmarks shall be referenced on each sheet (i.e. Top Nut 

Hydrant). 
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i. As-built elevations shall be established using conventional methods 
(non G.P.S.) with an accuracy of + 0.05’.  All elevations shall be 
based on N.G.V.D. 1929 Adj. datum. 

 
j. All as-built plans shall include as-built pipe grades, invert 

elevations, rim elevations, and pipe lengths shown.  All planned 
information shall be crossed out/struck-thru and the as-built 
information written next to it.  

 
k. Construction or phase limits shall be clearly indicated. 

 
l. Lot and block numbers shall agree with final plat. 

 
IV. City Standard Materials 
 

In order to standardize certain construction materials and assure quality 
construction, we have adopted the following: 

 
1. Sanitary Sewer pipe and service line materials: 

 
a. Plastic pipe shall be smooth wall polyvinyl chloride (PVC) and shall 

conform with ASTM D 3034 for the size and strength requirements 
shown on the plans.  Minimum pipe strength shall be SDR 35.  All 
joints shall be elastomeric gasketed. 

 
b. Ductile iron sewer pipe shall be Class 50 and shall meet ANSI 

specifications A-21.51. 
 
c. All connections between existing and new sanitary sewer or service 

pipe shall be made with factory manufactured flexible couplings, 
Fernco or equivalent, specially designed and sized for sanitary 
sewer connections. 

 
d. All PVC sanitary sewer service pipe and fittings, including PVC 

wyes, shall be SDR 26 minimum pipe strength. 
 
e. All forcemain air valves shall be Val-Matic or approved equal.  A 

back-flushing kit shall be supplied with each air valve.  
 

2. Storm Sewer and Drainage Pipe: 
 

a. All storm sewer pipe within any street right-of-way shall be 
reinforced concrete pipe of the class as shown on the plans.  Pipe 
shall meet Mn/DOT 3236 Specification.  Joints shall be flexible 
watertight meeting ASTM C-361. 
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b. Storm sewer pipe on private property or on easements not used for 
vehicle traffic may be corrugated high density polyethylene (HDPE) 
pipe. 

 
Corrugated high density polyethylene (HDPE) pipe and fittings shall 
meet the requirements of Mn/DOT specification 2503 (Corrugated 
Polyethylene Pipe Sewer). 
 

c. Articulated concrete block or cable concrete conforming to Mn/DOT 
3604, or Flexamat as manufactured by Motz Enterprises, Inc. or 
approved equal is required at all storm sewer discharge pipes and 
pond overflows.   Selected material shall be sized to withstand a 
minimum of 24 psf shear stress and 19 fps velocity.  Fabric blanket 
conforming to Mn/DOT 3733 (e.g. Mirafi 500 or 800) is required 
under all options. 

 
d. Wood fiber blanket is required at all inlets.  (See Mn/DOT Standard 

Plate No. 9102D)  All wood fiber blankets shall be fastened to the 
ground using plastic staples or wood stakes.  Metal staples will not 
be allowed. 

 
e. All flared end sections 24” and larger shall be fitted with trash 

guards. 
 

f. Minimum size for storm sewer shall be 15” diameter, or equivalent.  
However, 12” diameter pipe will be allowed for catchbasin leads 
and on skimmer structure inlet pipes if necessary (to control 
discharge rate). 

 
g. Draintile pipe shall be perforated Thermoplastic Pipe or Corrugated 

Polyethylene Drainage Tubing conforming to Mn/DOT 3245 or 3278 
respectively, and shall be installed per Mn/DOT 2502 unless 
approved by City Engineer. 

 
h. The last 3 pipe joints at all RC flared end sections on storm sewer 

pipe and all RC Pipe culvert pipe joints shall be “tied”. 
 
3. Metal Sewer Frames and Castings – 2621.2B: 
 

a. Castings for sanitary sewer manholes shall be Hamilton Kent 
Lifespan System, Neenah R-1642 or approved equal.  All castings 
shall have a concealed pickhole, a neoprene gasket and groove for 
watertight application.  The words “Sanitary Sewer” shall be 
imprinted on the cover.  Waterproof castings where required shall 
be Hamilton Kent Lifespan System, or Neenah R-1755-F2, or 
approved equal. 
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b. Castings for storm manholes and catchbasin shall be in accordance 

with the standard plates and schedule of structures.  Unless 
otherwise specified, castings shall be equivalent to Neenah R-1733 
for manhole and R-3067 for catch basins. 

 
c. Castings for surmountable catchbasin curb shall be Neenah R-

3501 TB, or approved equal. Yard inlet castings shall be Neenah R-
4342, or approved equal 

 
d. All frames for sanitary and forcemain manholes and all storm sewer 

manholes within paved areas shall be sealed with manufacture 
recommended adhesive to the top of the concrete structure or 
adjustment ring(s) and bolted directly to the top of the concrete 
structure using 316 stainless steel nuts, bolts and/or threaded rods. 

  
e. Final grade adjustments may be made by adding rings and raising 

the frame or with metal casting inserts per the manufactures’ 
requirements. 

 
4. Manhole and Catchbasin Structure: 
 

a. Manhole and catchbasin structures shall be in accordance with 
applicable Mn/DOT standard plates or standard plates as shown in 
the plans.  All manholes and covers shall be reinforced for traffic 
loadings. 

 
b. Manholes or catchbasins identified on the plans as slab top shall be 

constructed from pipe manufactured to ASTM C-76 Standards.  
Minimum Class 3 strengths. 

 
c. Manholes identified on the plans as box structures shall be 

constructed from precast reinforced concrete box sections 
conforming to ASTM C-789 placed on end.  Wall thickness and 
reinforcement shall be in accordance with ASTM C-789 Table 1 for 
box section under earth dead load and HS-20 live load conditions.  
Base and cover slabs shall have thickness and reinforcement to 
meet Mn/DOT HS-20 traffic loadings. 

  
d. All manhole and catchbasin structures with builds greater than 4.0 

feet from casting to invert shall have steps.  Maximum distance 
from top of casting to first step is 2 feet. 

 
e. All manholes that are located in green areas shall be marked with a 

steel marker post.  All manholes that are located within a gravel 
road shall be adjusted to 1’ below the surface and shall be marked 
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with an offset steel marker post that is located within the right-of-
way. 

 
f. Storm structure adjustment rings shall be HDPE “plastic” rings if the 

structure is within bituminous or concrete rings if within curb and 
gutter and green spaces.  Concrete rings shall be encased in 
concrete per MnDOT Std Plate 4026A.  When using concrete ring a 
maximum of 1” of grout may be used. Shims for leveling shall be 
concrete or metal only.   
 

g. Sanitary sewer and forcemain structure adjustment rings shall be 
HDPE “plastic” rings.  All frames and rings shall be sealed with 
manufacture recommended adhesive and bolted directly to the top 
of the concrete structure using all 316 stainless steel nuts, bolts, or 
threaded rods. 

 
h. Manhole Sealing 
 

All existing and proposed sanitary sewer manholes shall be 
watertight and receive a watertight frame and casting system. All 
forcemain manholes and all gravity sanitary sewer manholes within 
green spaces or within the 100 yr HWL area shall receive a 
waterproof frame and casting system. All chimney areas (i.e. 
adjustment rings) shall be externally sealed.  If locking “plastic” 
adjustment rings are used a chimney seal is not required by the 
City; if concrete adjustment rings are used the chimney area shall 
be internally sealed.  All joints 3’ above the water table and below 
shall be sealed.  All seals shall be installed per the manufactures 
specifications.   
 
i. Standard Frame and Casting System 

 
1. The standard watertight frame and casting system shall 

consist of Neenah R-1642 system with cast iron frame, 
solid cast iron lid, cast iron extension ring, and HDPE 
"plastic" adjustment rings or; 

 
2. Hamilton Kent, Life Span system with an elastomeric 

frame, elastomeric extension ring, elastomeric 
adjustment risers, and cast iron locking lid.  Lid shall 
have (3) locking cam lugs, or approved equal.    

 
ii. Waterproof Frame and Casting System 

 
1. The waterproof frame and casting system shall consist of 

Neenah R-1755-F2 system with cast iron frame, solid 
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cast iron lid, & inner lid.  Though not typical if necessary 
HDPE "plastic" adjustment rings shall be used with 
external chimney seals. The insert extension rings are 
not allowed for final casting adjustments with these 
frames and castings or; 
 

2. Hamilton Kent, Life Span system with an elastomeric 
frame, elastomeric extension ring, elastomeric 
adjustment risers, and cast iron locking lid.  Lid shall 
have (3) locking cam lugs, or approved equal. equal   

 
iii. Sanitary Sewer Manhole Chimney Seal 
 

1. External chimney seal shall consist of an external EPDM 
flexible rubber sleeve and a non-hardening butyl mastic 
adhesive.  (Manufacturer: Sealing Systems, Inc., External 
Infi-Shield Gator Wrap) 

 
2. Internal chimney seal shall consist of a rubber sleeve, 

interlocking extension and stainless steel expansion 
bands with no welded attachments.  The seal shall 
extend onto the casting and the cone section a minimum 
of 2”.  (Manufacturer: Cretex Specialty Products, 
Chimney Seal)  

 
a. The sleeve and extension shall be double or triple 

pleated and shall be extruded or molded from a high-
grade rubber compound, ASTM C923, with a 
minimum 1500 psi tensile strength, maximum 18 
percent compression set and a hardness (durometer) 
of 48+5.  
 

b. Expansion bands shall be 16 gauge stainless steel, 
ASTM A240, Type 304.  The bands shall have a 
minimum width of 1 inch and a minimum adjustable 
range of 2 diameter inches.  All hardware/accessories 
shall be stainless steel, ASTM A276, TYPE 304.  

 
iv. Sanitary Sewer Manhole Joint Seal  

 
1. Internal joint seal (Existing Manholes only) shall consist 

of a flexible internal rubber sleeve, stainless steel 
restraining hoop, and stainless steel expansion bands.  
For use on manhole joints subject to 14 ft of external 
water pressure head or less.  (Manufacturer: Cretex 
Specialty Products, Internal Manhole Joint Seal) 
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2. External joint seal (New Manholes) shall consist of an 

external EPDM flexible rubber sleeve and a non-
hardening butyl mastic adhesive.  For use on manhole 
joints subject to 30 ft of external water pressure head or 
less.  (Manufacturer: Sealing Systems, Inc., External Infi-
Shield Gator Wrap)   
 

5. Watermain and Appurtenances: 
 

Materials shall conform to the Standard Specifications and to the 
following: 
 
a. Watermain shall be slip joint or mechanical joint ductile iron pipe 

conforming to AWWA Standards and shall be Class 52 with size as 
noted on the plans.  All pipe shall be coated on the exterior and the 
interior shall be cement mortar lined.  Joints shall conform to 
AWWA C111.  Fittings shall be compact type conforming to AWWA 
C 153. 

 
b. Bends shall be 45 degrees or less.  Any deflection greater than 45 

degrees shall be made with multiple bend sections. 
 
c. Valves 12” and larger shall be butterfly valves, AWWA C504, 

Mueller Line Seal or approved equal.  Valves smaller than 12” in 
size shall be resilient wedge valves, Mueller A 2360 Series, 
American-Darling Series 2500 or approved equal conforming to 
AWWA C509 standards.  All valves shall be installed on-line with 
accompanying valve boxes.  All valves shall close in a clockwise 
direction.  All valves shall be epoxy coated as per AWWA C550. 

 
 Valve boxes shall be three piece adjustable screw type boxes, 

nominal 60” to 90” extension, with a 5 ¼” shaft diameter.  All valve 
boxes must be true and plumb.  Each valve box will be tested for 
plumbness using a section of 4” PVC pipe.  Valve boxes shall be 
provided with extension suitable for the design location and a 
minimum 6-inch available adjustment after final setting.  The word 
“Water” shall be imprinted on each lid. 

 
 All valves shall be fitted with extension stems to bring the operating 

nut to be 2’ from the surface. 
 
 All valves located in green areas shall be marked with a steel 

marker post.  The marker post shall be offset 2’ 
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d. Hydrants shall be Waterous Pacer WB 67 with a 5 ¼ inch seat 
diameter.  Hydrants shall have a traffic flange with 22” break off 
section.  A stainless steel spring mounted fully wrapped fiberglass 
locator rod shall be attached to each hydrant.  All hydrants within 
the water table must be plugged.  These hydrants shall be identified 
with a metal strip and nozzle painted black. 

 
e. All water service will be minimum 1-inch.  All copper service pipe 

shall be Type K. 
 
f. Corporation stops for 1” through 2” services shall be Mueller 300 

Ball Type or Ford FB Series Ballcorp.  All services shall be wet 
tapped.  Curb stops for 1” through 2” service shall be Ford Ball 
Valve B22 Series or Mueller Oriseal and shall be a Minneapolis 
pattern valve with thread top.  Curb box shall be Minneapolis base, 
sized to fit the curb stop.  Boxes shall have a one and one-quarter 
(1 ¼) inch upper section and shall be furnished with a stationary 
rod 66” in length.  Boxes shall have a minimum twelve-inch (12”) 
adjustment to eight feet (8’) when fully extended. All curb boxes 
located beneath driveways, shall have Ford Series A lid covers 
placed over the riser.  (See Standard Plate 207) 

 
g. Water services larger than 2-inch shall be constructed with pipe, 

fittings, valves and boxes as specified for Ductile Iron Pipe 
installation. 

 
h. Water meter shall be obtained at City Hall with payment of 

established fee, and installed in accordance with directions. 
 
i. All water service valves shall rest on a 4” thick, 8” x 12” solid 

concrete block. 
 

j. All nuts, bolts, and rodding shall be high-strength, low-alloy steel 
and shall be coated with a ceramic-filled, baked on fluorocarbon 
resin (i.e. Cor-Blue Bolts) or shall be ASTM F 593 316 Stainless 
Steel in compliance with ANSI/AWWA C111/A21.11.  Anti-seize 
bolt/nut coating or spray/paste compound shall be used on all 
stainless steel bolting operations. 

 
k. Irrigation Services 

 
i. When irrigation line is connected to a 12” watermain or greater 

install a 4” tee and 4” gate valve to help isolate the irrigation line 
from the main. A 4” cap with a 2” corporation shall be installed for 
the irrigation service. 
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ii. All irrigation lines connecting to a 10” watermain or less shall be 2” 
or less and wet tapped.  These lines shall meet all the requirements 
above for services a curb stop for shutoff isolation purposes.   

 
iii. Irritgation service shall be equipped with a ¼ turn ball valve, 

metering equipment, and backflow preventer, Water meter shall be 
obtained at City Hall with payment of established fee, and installed 
in accordance with directions.   

 
iv. Above ground equipment shall be completely enclosed by a metal 

or other approved structure and shall be level and mounted a 
concrete pad. 

 
v. All irrigation services shall have a rain or moisture sensor. 

 
6. Street Material: 
 

All materials shall be in conformance with latest Edition of the Minnesota 
Department of Transportation Standard Specifications for Construction, or 
as modified herein in and Appendix D. 

 
 7. Tracer Wire: 
 

a. Tracer Wire (direct bury), when required, shall be minimum #14 
AWG Copper Clad Steel wire or minimum #14 AWG solid Copper 
wire with 30 mil high molecular weight polyethylene insulation. 
 

b. Tracer Wire (directional boring), when required, shall be (3) three 
#12 or #10 AWG Copper Clad Steel wires. 

 
V. Testing Requirements 
 

Materials shall be sampled and tested in accordance to the Mn/DOT Schedule of 
Material Control, except for as modified below.  Utility systems shall be tested in 
accordance with the Standard Specifications for Watermain, Service Lines, 
Sanitary Sewer and Storm Sewer as published by the City Engineer Association 
of Minnesota.  The City Engineer shall be notified 24 hours in advance of the 
specific test. 
 
1. Pipe Trench Compaction: 
 

a. Standard Proctor Density (ASTM D-698-78):  Proctor samples will 
be obtained within the utility trenches for each type of soil 
encountered in construction. 
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b. Density Test Nuclear (ASTM D-2922): 1 test per lift of backfill, 1 
test every 500 feet of pipe installed at various depths, minimum 1 
test daily when backfilling. 

 
c. Sand-Cone Method (ASTM D-1556):  The City Engineer may at his 

or her discretion, order density tests by the sand cone method. 
 
2. Embankment Compaction: 

 
a. Standard Proctor Density (ASTM D-698-78): 1 test per source of 

material. 
 
b. Density Test Nuclear (ASTM D-2922):  1 test per lift of 

embankment, 1 test every 500 feet of roadway fill, minimum 1 test 
daily when constructing embankment. 

 
c. Density Test Sand-Cone Method (ASTM D-1556):  The City 

Engineer may, at his or her discretion, order density tests by the 
sand cone method. 

 
d. Test Rolling:  Roadway subgrades shall be test rolled prior to 

placing aggregate base.  In areas where the roadway subgrade 
consists of a “clean” sandy material a test roll may be waived if 
approved by the City Engineer.  If the test roll is waived on the 
subgrade it will be required on the aggregate base prior to paving.  

 
3. Class 3 or 4 Aggregate: 

 
a. Standard Proctor Density (ASTM D-698-78): 1 test per source of 

material. 
 
b. Gradation Test: 1 test per source of material. 
 
c. Density Test Nuclear (ASTM D-2922): 1 test per lift of 

embankment, 1 test every 500 feet of roadway fill, minimum 1 test 
daily when constructing embankment. 

 
d. Density Test Sand-Cone method (ASTM D-1556):  The City 

Engineer may, at his or her discretion, order density tests by the 
sand cone method. 

 
4. Street Base Aggregate: 

 
a. Standard Proctor Density (ASTM D-698-78): 1 test per source of 

aggregate base. 
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b. Gradation Test (ASTM D-422): 1 test per source of aggregate base, 
1 test per 1000 tons of aggregate placed, minimum 1 test daily 
when placing aggregate base. 

 
c. Density Test (Nuclear ASTM D-2922): 1 test per 500 feet of 

roadway.  Where CL7 Aggregate is being used the City Engineer 
may, at his or her discretion, order density tests by the MnDOT 
Modified Dynamic Cone penetrometer (DCP) method. 

 
d. Test Rolling:  As required by City or project specifications. 

  
5.  Bituminous Tests: 

 
a. General: Bituminous tests are to be conducted by an independent 

testing laboratory.  One core will be taken for every 500 tons 
placed, or a minimum of 3 per job.  Bituminous cores shall be 
tested for in-place density and thickness. 

 
b. Modified-Rice Densities and Field Densities (ASTM D-1559) 
 
c. Thickness: All cores shall be measured for in-place thickness. 

 
 6. Concrete Tests: 
 

a. General:  When molding cylinders for strength tests, three cylinders 
are to be made according to ASTM C-31.  One additional cylinder 
shall be molded when it is anticipated that surrounding air 
temperatures will fall below 40° Fahrenheit.  Said cylinder shall be 
cured on site. 

 
b. Compressive Strength (ASTM C-39):  1 set of 3 for every 1000 l.f. 

of curb and gutter constructed or 1 set of 3 for every 100 cubic 
yards of concrete placed or a minimum 1 set of 3 daily when 
pouring concrete. 

 
c. Percent Air Test (ASTM C-231):  1 test for every 1000 l.f. of curb 

and gutter constructed or 1 test for every 100 cubic yards of 
concrete placed or a minimum 1 test daily when pouring concrete. 

 
d. Slump Test (ASTM C-143): 1 test for every 1000 l.f. of curb and 

gutter constructed or 1 test for every 100 cubic yards of concrete 
placed or a minimum 1 test daily when pouring concrete. 
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 7. Sidewalk and Bike Path Tests: 
 

a. Quality Compaction (Visual Inspection) Method (Mn/DOT 
2105.3.F2) shall be used to compact and inspect the subgrade and 
aggregate materials.  A roll test may be required at the Engineers 
discretion to aid with the visual inspection. 

 
b. Bituminous testing shall be in accordance with Section V.5. 

“Bituminous Tests”. 
 
c. Concrete testing shall be in accordance with Section V.6 “Concrete 

Tests”.   
 

8. Watermain Tests: 
 
Test all segments of the watermain installed. 
 
a. Watermain Pressure Test (CEAM 2611.3. G) 

 
i. Follows installation of all mainline pipe, services and 

hydrants, and pre-testing by Contractor. 
 
ii. Witnessed by Project Representative. 

 
b. Electrical Conductivity Test (CEAM 2611.3.F) 

 
i. Performed on all iron pipe watermains within 7 days of 

satisfactory completion of the pressure test. 
ii. Witnessed by Project Representatives. 
iii. Correction to any fire hydrants shall be made at the break off 

flange to avoid possible damage to internal parts. 
v. The test shall be a mimimum of 350 amps for 5 minutes 

 
 

 
c. Watermain Bacteriologic Quality Test (AWWA  C-651) 
 

i. Performed in the completed watermain after final flushing 
and before being placed in service.  Two passing tests are 
required.  One immediately after flushing and a second after 
a minimum of 24 hours later. 

 
ii. Test samples shall be taken from a minimum of 20% of the 

hydrants or 1 per 2500 LF or watermain, whichever is 
greater.  
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ii. Samples taken in presence of Project Representative. 
 

9. Sanitary Sewer Test: 
 

Test all segments of sanitary sewer installed. 
 
a. Sanitary Sewer Air Test (CEAM 2621.F2) 
 

i. Follows completion of all mainline pipe, service pipe and 
manhole installations. 

 
ii. Witness by Project Representative. 

 
 

b. Sanitary Sewer Mandrel Test (CEAM 2521.G) 
 

i.  Follows completion of all mainline pipe installations by a 
minimum of 30 days. 

 
ii.  Witnessed by Project Representative. 

 
c. Televising of Sanitary Sewer 

 
i. Follows completion of all mainline pipe, service pipe and 

manhole installations. 
 
ii. Follows completion of Flushing/Clearing of system. 
 
ii. Witnessed by Project Representative. 
 
iv. A complete report (two copies) and a DVD or CD shall be 

submitted to the City Engineer. The televising must be 
completed when the pipe is clean and debris free.  Reports 
showing dirty or sediment laden pipe will not be accepted. 

 
d. Sanitary Sewer Infiltration Test 

 
i. All sanitary sewer pipe placed within the groundwater table 

must also be tested for infiltration. 
 

ii. Infiltration tests shall be applied to single reaches of pipe 
(manhole to manhole). 

 
iii. For pipes 8” through 15” in diameter, infiltration into the 

system (including manholes) not to exceed to 50 gallons per 
mile of sewer pipe per inch of inside diameter per 24 hours.   
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For all pipes larger than 15” in diameter, infiltration into the 
system (including manholes) shall not exceed 100 gallons 
per mile per inch of inside diameter of the sewer pipe per 24 
hours.  In no case shall the infiltration rate exceed 3,000 
gallons per mile per 24 hours. 

 
iv. Infiltration test shall be preformed as a 4-day test and shall 

be monitored by the project representative. 
 

10. Forcemain Test:  
 

a. Forcemain Pressure Test (CEAM 2611.36) 
 
i. Forcemain shall be tested in accordance with CEAM 

2611.3.G “Hydrostatic Testing of Water Mains”, except that 
forcemains shall be subject to a hydrostatic pressure equal 
to twice that of the operation pressure, but in no case less 
than 100 pounds per square inch. 

 
ii. Witnessed by a Project Representative. 

 
 11. Tracer Wire: 
   

i. Performed on all tracer wire within 7 days of satisfactory 
completion of the all other required testing on the associated 
utility. 
 

ii. Witnessed by Project Representatives. 
 

VI. Construction Requirements 
 
 1. Sanitary Sewer, Watermain, and Storm Sewer: 
 

 Work shall conform to the latest edition of the Standard Utility 
Specifications as published by the City Engineers Association of 
Minnesota,  consisting of Part I – Standard Specifications for Watermain 
and Service Line Installation, Specification 2611; Part II – Standard 
Specifications for Sanitary Sewer and Storm Sewer Installation, 
Specifications 2621, except as herein modified. 
 
b. During street construction, measures shall be taken to prevent 

sand, class 5 and other materials from entering manholes.   
 
c. All sanitary sewer spills shall be handled in accordance with the 

City’s Standard Operating Procedure as prepared by Hakanson 
Anderson Associates, dated March 2007, and the City’s Spill 
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Response Plan as prepared by Hakanson Anderson Associates, 
dated May 2007. 

 
2. Storm Sewer: 
 

Pipe sewers shall be installed in accordance with CEAM 2621 and 
MnDOT 2501, except as modified herein. 
 

3. Casting Adjustments:  
  
 All utility castings shall be adjusted as follows: 
 

a. Sewer Manhole: 
 
 All sanitary and storm sewer manhole castings shall be in place 

during the laying of the wear course.  The castings shall be 
adjusted before the mat is laid and shall be not less than one-
quarter inch (1/4”) or more than three-eighths inch (3/8”) below 
finished grade.  Cast iron adjustment rings will be allowed to make 
the final adjustment prior to wear course paving.  Paving must be 
completed within 48 hours of making the adjustment.  Castings 
must be protected during the placement of the bituminous course(s) 
so that the casting covers do not have contact with the bituminous 
material. 

 
b. Storm Sewer: 
 
 Storm sewer inlet castings shall be adjusted to be  2” inches below 

finished gutter line. 
 
c. Water Valve Boxes: 
 
 All water valve boxes shall be adjusted prior to wear course paving 

to one-half inch (1/2”) below finished grade.  Only screw-type 
adjustments are allowed.  All valve boxes must be constructed such 
that they are true and plumb.  All valve boxes will be tested for 
plumbness using a section of 4” PVC pipe. 

 
d. Grouting Adjusting Rings: 
 
 Whenever adjustment rings are provided, the contractor shall grout 

rings, place the castings and remove all excess grout on the inside 
and outside of the manhole by wiping smooth with a gloved hand or 
similar instrument. 

 
 



26 

4. Streets: 
 

Street construction work and materials shall be in accordance with the 
latest edition of the Minnesota Department of Transportation Standard 
Specifications for Construction, or except as herein modified : 
 
Common excavation and embankment – Mn/DOT 2105 
 
Common excavation and embankment density or compaction 
requirements.  Roadway embankment shall be compacted by the method 
described as “Specified Density” as outlined in Mn/DOT Section 2105.3 
Paragraph F1. 
 
Aggregate Base Mn/DOT 2211 with compaction by the specified density 
method.   
 
Plant mixed bituminous non-wear – Mn/DOT 2360. 
 
Tack coat shall conform to Mn/DOT 2357 
 
Plant mixed bituminous wear – Mn/DOT 2360. 
 
Concrete curbing Mn/DOT 2531 using B618 or Otsego Standard Plate 
704.  
 
Concrete curing and protection – Mn/DOT 2531.3G 
 
Street(s) shall be constructed in accordance with typical sections shown 
on City Standard Plates and detailed in Appendix D.   
 
The final wear course shall not be constructed until at least one 
construction season after the base construction is completed and shall be 
delayed one more construction season if at least 75% build out is not 
achieved.  However, the final wear course shall not be delayed for a 
period longer than two years after the base course is paved, regardless of 
build out; in which case, the developer shall provide an escrow for fog 
sealing the streets in the event the final wear course is placed prior to 75% 
build out. 
 
Before excess common excavation, borrow or other materials from 
projects are deposited or mined on private property, a grading, fill or 
mining permit is required by the City, plus permission in writing from the 
property owner. 

  
 
 



27 

5. Sidewalks and Bike Paths: 
 

a. All sidewalk and bike path subgrade and aggregate base material 
shall be compacted using a tamping roller or vibratory roller in 
accordance to Mn/DOT 2105.3.f.2 and approved by the Engineer. 

 
6. Cold Weather Construction 
 

a. Excavation (includes utility trenches) 
 

i. When excavating, frozen dirt chunks should be separated from 
non-frozen dirt.  Frozen chunks shall not be placed back in utility 
trenches or within the street subgrade. 

 
ii. All excavations and utility trenches shall be backfilled each day 

to avoid creating more frozen chunks overnight and to provide 
sufficient cover over utilities in case a storm shuts down 
construction for an extended period of time.   

 
b. Sanitary Sewer, Watermain, and Storm Sewer: 

 
i. No frozen chunks in backfill. 

 
ii. All manholes and valves shall be adjusted to the current finished 

grade for access throughout the winter. 
 

iii. Concrete doghouses, inverts, and grout between adjustment 
rings (where allowed) shall not be allowed to freeze within the 
first 72 hours.  If streets are not to be finished prior to winter 
shut-down, all concrete work except outside doghouses around 
pipes and grout between adjustment rings may be finished in 
the spring 

 
iv. Minimum cover shall be provided over all sanitary and water 

lines, including forcemain, hydrants, services and all stubs.  If 
no traffic is allowed over the pipe 6’ is sufficient for the winter 
otherwise in traffic areas a minimum of 7.5’ is required.  Special 
attention may be needed at the end of cul-de-sacs and where 
future streets are sub-cut and utilities are installed. 

 
v. All testing requirements shall be fulfilled prior to issuing building 

permits. 
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c. Streets (including concrete curb and gutter) 
 

i. No frozen material shall be placed in the street subgrade or 
aggregate base.   

 
ii. New (unfrozen) material may be placed on a previous fully 

compacted layer frozen layer.    
 

iii. Curb and pavement cannot be placed on frozen ground.  The 
temperature shall be 36o and rising at time of placement.  
Contractors may choose to place and compact extra material 
over the area and peel off the frozen material just prior to 
placing curb or paving.  This frozen material shall not be used in 
the aggregate base. Subgrade/aggregate base still needs to be 
toleranced prior placing curb/pavement. 

 
iv. A cold weather plan for placing concrete in cold weather shall 

be submitted to engineer.  Measures shall be taken to the 
concrete does not freeze within the first 72 hours of placement.    
A method to monitor maximum low temperatures in multiple 
places on the concrete under cold weather protection shall be 
addressed.  If a section of curb is suspected of freezing, the 
concrete can be core drilled in place and tested.  Any frozen 
concrete shall be removed and replaced.   

 
v. Concrete samples shall cure overnight in same conditions as 

concrete (i.e. under poly or under blankets, etc). 
 

vi. High early curb (adding calcium chloride) is allowed. 
 

vii. No vibratory actions near fresh concrete it reaches 3000 psi. 
 

viii. Pavement shall not be placed on frozen ground. 
 

ix. Wear Course paving is not allowed in the metro area after 
November 1st (MnDOT 2360.3.A.4) or when temperatures are 
below 32o (MnDOT 2360.3.D.2.c) 

 
d. Erosion Control 

 
i. Seeding and/or mulching are less effective once the ground is 

frozen.  Special attention regarding perimeter control should be 
give and seed/mulch shall be placed as soon as possible the 
next spring. Dormant seeding on snow works acceptable.  
Ultimately the contractor/developer will be responsible for 
vegetation establishment and compliance with NPDES permit. 
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ii. If silt fence is damaged and cannot be repaired due to frozen 

ground, bio-rolls or rock logs are an acceptable alternative. 
 

iii. Inlet protection (i.e. Wimco’s) shall be removed from catch 
basins after the ground has frozen.  They shall be reinstalled in 
the spring. 

 
VII. Storm Water Treatment 
 

All stormwater facilities/treatment shall be designed to conform to the latest 
edition of the Minnesota Pollution Control Agency Stormwater Manual and 
National Pollution Discharge Elimination System permit, except as herein 
modified. 

 
1. Storm water conveyance, storage and treatment systems shall be 

designed in accordance with the City of Otsego’s policy on stormwater 
drainage as outlined in Appendix C.  Typical basin construction and outlet 
structures are shown on the City Standard Plates in Appendix A. 
 

2. Infiltration areas shall be designed in accordance with the latest edition of 
the Minnesota Pollution Control Agency’s Stormwater Manual except as 
herein modified.  

 
VIII. Lift Stations 

 
1. All lift stations shall be designed in accordance with the City of Otsego’s 

policy on Lift Station Design for Developers (See Appendix E). 
 
IX. Signage, Striping and Lighting 
 
 All traffic control devices and signing shall conform to the latest edition of the 

Minnesota Manual on Uniform Traffic Control Devices except as herein modified. 
 
 1. All signage, striping and lighting shall conform with the City of Otsego’s 

Standard Specifications for Signage, Striping and Lighting (See Appendix 
F). 

 
X. Miscellaneous 
 
 1. Proper notification of improvements shall be given by the developer or the 

developer’s engineer to the responsible governmental agencies, 
watershed districts, etc. affected by said construction.  All necessary 
permits shall be obtained prior to commencing any work.  All special 
requirements of the responsible agencies shall be complied with. 
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 2. The developer’s contractor shall furnish, erect and maintain signs and 
barricades as provided in Mn/DOT 1710 “Barricades and Signs” under the 
General Conditions to protect the public.  The City Engineer shall be 
notified 24 hours prior to the proposed partial blockage or closure of any 
street or public right-of-way.  No street or public right-of-way shall be 
closed without the proper approval of the City Engineer.  The Developer 
contractor will be responsible for notifying appropriate agencies of the 
blockage or closure (i.e. police, fire department, school transportation 
company, etc.) 

 
 3. It is the responsibility of the developer’s contractor to protect and leave 

undisturbed those markers or monuments set for the subdivision of land. 
 
 4. The developer and/or his contractor shall immediately repair or replace at 

his own expense any defective workmanship or material of which he is 
notified during the construction period, or within the warranty period 
following the date of initial acceptance of the work, regardless of the 
approval and acceptance of the work. 

 
 5. A plan for the routing of construction traffic shall be submitted to the City 

Engineer for his approval. City streets that are utilized for access or 
egress to the construction site shall be kept free of dirt and other debris 
resulting from said construction.  Adequate control of dust shall be 
maintained by the developer’s contractor. 

 
 6. The City will require the contractor to submit a list of materials and 

respective suppliers as well as all tests of materials. 
 
 7. If any material or labor supplied by the contractor or developer is rejected 

by the City Engineer or his designated representative as defective or 
unsuitable, then such rejected material shall be promptly removed, 
disposed of off the job site, and replaced with approved material.  

 
 8. All street right-of-ways shall be cleared and grubbed to full width except as 

specifically directed.  
 
 9. The standard ten (10) foot utility and drainage easement adjacent to the 

street right-of-way shall be cleared and grubbed for the placement of 
utilities except as specifically directed. 

 
 10. Work shall not commence before 7:00 a.m. nor extend beyond 7:00 p.m. 

Monday through Friday.  On Saturdays, the hours will be from 8:00 a.m. to 
6:00 p.m.  No work is to be done on Sundays without prior written 
authorization.  Hours and days of work may be modified based on need. 
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 11. Mailboxes shall be located in clusters in all new urban subdivisions.  The 
locations of the mailbox cluster areas shall be shown on the plan.  The 
side of the street that the clusters are located on shall be determined by 
the local mail carrier/United States Postal office. 

 
 12. Driveway slopes shall be no greater than 10%. 
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APPENDIX A 
 
SERIES 0 FEDERAL, STATE OR COUNTY 

SERIES 1 PAVEMENT 

  100 Local Residential Rural Street Section – 9 Ton 
101 Local Residential (Pre 2003) Urban Street Section – 9 Ton 

  102 Local Commercial/Industrial Rural Street Section – 10 Ton 
  103 MSA Collector Urban Street Section – 10 Ton 

105 Rural Mailbox Location 
106 Urban Mailbox Location 
107 Residential Cul-De-Sac Rural Section 
108 Residential Cul-De-Sac Urban Section 
108A Temporary Cul-De-Sac Urban Section 
109 Typical Driveway 
110 Local Residential PUD Private Street – 9 Ton 
111 Private Commercial/Industrial Urban Street Section – 10 Ton 
112 Local Residential Urban Street Section – 9 Ton 
113 Industrial Collector Urban Street Section – 10 Ton 
114 Local Industrial Urban Street Section – 10 Ton 
115 Local Commercial Urban Street Section – 10 Ton 

SERIES 2 WATER SYSTEM AND APPURTENANCES 

200 Water Service Detail (2” and Less) 
201 Water Service Detail (Greater than 2”) 
202 Thrust Block Detail 
202a Watermain Concrete Blocking Quantities 
203 Pacer Traffic Flange Hydrant 
204 Hydrant & Hydrant Gate Valve Detail 
205 Typical Resilient Wedge Valve & Box Installation – 10” & under 
 Watermain 
206 Typical Butterfly Valve & Box Installation – 12” & over Watermain 
207 Curb Box Lid Cover (For installations in DW) 
208 Seepage Pit Detail 

SERIES 3 SANITARY SEWER & APPURTENANCES 

300 Sanitary Sewer Standard Manhole 
301 Typical Water Tight seals 
302 Shallow Sanitary Main Service Connection 
303 Deep Sanitary Main Service Connection 
304 Insulation for Water & Sanitary Sewer Pipe & Services 
305 Standard Drop Manhole 
306 Pipe Jacking Detail 
307 Waterproof Manhole Casting and Anchorage 
308 Internal Chimney Seal 
309 Manhole Adjustment Rings 
310 External Chimney Seal 
312      Forcemain Air/Vacuum Valve 
313      Forcemain Cleanout 
314 Manhole Joint Seal 

SERIES 4 STORM SEWER APPURTENANCES 

400 Slab-Top Manhole 
401 Storm Sewer Standard Manhole 
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402 Skimmer Structure 
403 Skimmer Structures with Weir 
404 Typical Treatment Pond 
405 48” Diameter Shallow Depth Catch Basin 
406 Standard Storm Manhole – Catch Basin 
407 Plate Style Grate for 48” Dia. Outlet Structure 
408 Standard Storm Manhole – Yard Inlet 
409 27” Precast Catch Basin Yard Inlet 
410 2” x 3’ Catch Basin 
411 Transverse Permeable Aggregate Base (P.A.B.) Drain 
412 Longitudinal Permeable Aggregate Base (P.A.B.) Drain 
413 Rear Yard Draintile Detail 
414 Storm Manhole Adjustment Rings 
 

MnDOT 4003 30” Precast Catch Basin 
MnDOT 4180 Manhole or Catch Basin Step 
 

SERIES 5 EROSION CONTROL & LAND APPURTENANCES 

500 Articulated Concrete Block at R.C.P. Outlet 
501 Silt Fence Installation 
502 Wood Fiber Blanket Installation 
503 Straw/Hay Bale Barrier Placement 
504 Straw Bale Drop Inlet Sediment Filter 
505 Rock Construction Entrance 
506 Silt Saver 
507 Drop Inlet Protection 
508 Silt Sock 

SERIES 6 WALLS OR MISCELLANEOUS STRUCTURES 

SERIES 7 CURB & GUTTER AND SIDEWALK 

701 Pedestrian Curb Ramp 
702 Typical Cross Gutter 
703 Curb Transition (B624) at Catch Basins  
704 Surmountable Concrete Curb & Gutter 
705 Curb Transition (B618) at Catch Basins 
706 Typical Drop Curb – Bike Trail 
707 Typical Section – Bike Trail 
708 Concrete Approach Nose Detail  
 
Mn/DOT 7036         Pedestrian Curb Ramp 
Mn/DOT 7100  Concrete Curb & Gutter (B618) 
 

SERIES 8 SIGNAGE, STRIPING AND LIGHTING 
  
 800 Lateral Offset and Vertical Clearance Requirements for Type “C” & “D” 

Signs 
 801 Type “C” & “D” Sign Post Installation Detail 
 802A A-Frame and Stringer Bracing Detail 
 802B A-Frame and Stringer Bracing Detail 
 803 Marker Post Installation 
 804 Wetland Buffer Sign 
 805 Stop Sign and Street Name Sign Detail 
 806 Temporary Cul-de-sac Sign 
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 807 Lighting Unit Type I 
 808 Lighting Unit Type II 
 809 Lighting Unit Type I Foundation 
 810 Lighting Unit Type II Foundation 

 MnDOT 8002 Permanent Barricade 

SERIES 9 MISCELLANEOUS 

900 Location of Public Utilities 
901 Mail Box Support 
 
Mn/DOT 9102D  Turf Establishment Areas (At Pipe Culvert Ends)
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City Of Otsego, Developmental Policy 
Trunk and Lateral Sewer and Water Facilities 
 
 
All lots, parcels, properties or developments within the City of Otsego are responsible 
for the cost of street, sewer, water, drainage and other public improvements that are of 
benefit to property.  In addition, the City has established per unit connection charges to 
pay costs of what are deemed “trunk” facilities, which are defined in City ordinance and 
policies as facilities having area-wide benefit. 
 
For sanitary sewer facilities, any line and appurtenances having an inside pipe diameter 
of eight inches (8”) or less and a depth to manhole invert of twelve feet (12’) or less is 
by definition a lateral facility.  Any pipe oversizing greater than 8-inch diameter is by 
definition a trunk oversizing intended to provide service to a large area, and the 
incremental cost of constructing the oversizing is a trunk benefit.  The cost of sewer 
pipes, manholes and appurtenances greater than 12 ft. in depth are a lateral cost if that 
depth is required to provide basic services to the abutting properties within a 
development.  The incremental cost of constructing a pipe greater than 12 ft. in depth is 
a trunk cost if the added depth is required to extend sewer service beyond the area of 
the developmental property. 
 
For water supply and distribution facilities, any line within a single family zoned area 
having a pipe size of eight inch (8”) diameter and smaller and any line within a 
commercial, industrial, institutional or medium to high density residential area having a 
pipe size of twelve inch (12”) diameter and smaller is by definition a lateral facility. The 
incremental cost of watermain oversizing greater than the defined lateral size is a trunk 
cost. 
 
Each property or development is fully responsible for providing a basic water and sewer 
service system including construction of water and sewer lines to the property 
boundaries. Each property or development is responsible for system looping, which 
shall conform to the minimum configuration of the city water plan. All non-looped 
watermains (cul-de-sacs) shall be a minimum 8-inch diameter.  The maximum length of 
non-looped watermains, regardless of diameter, shall be the 500 ft. cul-de-sac length 
permitted by the subdivision ordinance.  Approval of any variance from that 500 ft. cul-
de-sac length shall not be granted if watermain looping cannot be provided.  Each 
property or development shall be responsible for properly located water system 
hydrants and valves as approved by the city engineer.  Hydrant spacing shall be a 
maximum of 500 ft. in single family residential areas and a maximum of 300 ft. in 
commercial, industrial or high density residential areas.  Water system valves shall be 
placed as directed by the engineer and may be required at any location with pipe tees 
or crosses and on straight pipe runs longer than 800 ft. All watermain shall be 
constructed to a minimum depth of 7 ½ feet from interim and final design grades or 
surfaces. 
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Sanitary sewer lift station and forcemains necessary to provide service to individual 
properties or to provide service within individual developments are a lateral benefit to 
property and shall be funded by the property or development served.  The oversizing of 
lift stations and force mains to provide service beyond the development area shall be a 
trunk benefit. 
 
Sanitary sewer lift stations that provide service to multiple properties and multiple 
development areas shall be trunk facilities.  For the purpose of trunk sewer lift station 
determination, multiple properties are those parcels that had individual Property 
Identification Numbers and were under separate ownership as of the last day of June 
1997, the completion date of the city Sanitary Sewer Study. 
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POLICY ON STORMWATER DRAINAGE 
SUBMITTAL REQUIREMENTS 

FOR DEVELOPERS 
 

CITY OF OTSEGO 
 
1.0 Purpose and Intent 
 

This policy is intended to provide Developer's Engineers with a standardized format 
for submittal of drainage plans and calculations to the City for review.  A 
standardized format will provide the following:  
 
 
 Reduced preparation time for submittals by providing direct guidelines for 

Developer's Engineers to follow  
 

 
 Reduced review time required by the City's Engineer by insuring  complete and 

comprehensive drainage plans and calculations are submitted  
 

 
 Insure that the City will receive the best possible protection of its resources, 

which could be adversely affected by inadequate stormwater management 
planning. 

 
2.0 Established Ordinances (City Codes) 
 

A. Section 20-16-9, Drainage Plans and Soil Erosion and Sediment Control 
B. Section 21-6-2-C-13, Preliminary Plat Grading Plan 
C. Section 21-6-2-E-7 Preliminary Plat Erosion and Sediment Control 
D. Section 21-6-3-M Final Plat Drainage and Utility Easements 
E. Section 21-7-4-H Lots - Watercourses 
F. Section 21-7-4-J Lots - Drainage 
G. Section 21-7-11-D, Storm Water Drainage Facilities 
H. Section 21-7-11-E, Storm Water Drainage Standards 
I. Section 21-7-14, Drainage 
J. Section 21-7-15-A, Drainage and Utility Easements 
K. Section 21-7-15-B, Drainage 
L. Section 21-7-16, Erosion and Sediment Control 
M. Section 21-7-19, Dedication of Storm Water Holding Areas or Ponds 
N. Section 21-8-8, Drainage 
O. Section 21-9-1-G, Drainage Facilities 
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The above listed articles are a comprehensive list of previously approved ordinances 
related to stormwater drainage.  Other related sections of the City Code not listed 
above remain in effect.  The ordinance sections listed provide authority for the City 
to require and review drainage plans. 

 
3.0 Incorporation by Reference 
 

Protecting Water Quality in Urban Areas (Best Management Practices for 
Minnesota) prepared by the Minnesota Pollution Control Agency, Division of Water 
Quality, latest edition, shall be incorporated by reference into this policy. 

 
Recommendations set forth in the above referenced manual shall be implemented 
by the Developer's Engineer.  All recommendations set forth within the above 
referenced manual shall be termed "required" when applicable unless otherwise 
amended by this policy. 

 
4.0 State and Federal Requirements 
 

State and Federal Ordinances, Codes, Regulations, and Requirements shall be 
adhered to by the Developer. 

 
5.0 Calculations and Considerations 
 
 A. General Hydrology 
 

Hydrologic analysis of storm water runoff for the planning and design of flows 
in storm sewers, ditches, streams and channels to lakes, detention basins, 
and wetlands shall be made using generally accepted hydrograph methods. 
 
Determination of total runoff volume should follow the USDA-SCS curve 
number method which incorporates land use and hydrologic soil groups. 
Specific step-by-step process can be found in the Soil Conservation Service 
(SCS) publication National Engineering Handbook: Chapter 4, SCS 
Hydrology (1972), and Hydrology Guide for Minnesota (1992).  Peak runoff 
rates should be determined through the use of the SCS method incorporating 
“time of concentration” for both pre and post development conditions. 

 
Then the storm water should be routed through the drainage area, that is, 
mathematically the peaks and volumes are followed as they move in a wave 
progressively downstream. 
 
“Design Storms” or storm volumes for hydrologic analyses shall be based 
upon the depths from the  National Oceanic and Atmospheric Administration 
(NOAA) ATLAS 14, Volume 8, Version 2 Point Precipitation Frequency 
Estimates 90% confidence intervals (See Appendix D Table 2). 
 



Appendix C 
Stormwater Drainage Policy 

 

Page 5 
 
 
 
 

The rational method may be used to determine peak runoff rates for primary 
systems. Construction of a hydrograph should be undertaken which 
characterizes the movement of surface water as a function of time and 
precipitation.  Rainfall intensity shall be based upon intensities from the  
National Oceanic and Atmospheric Administration (NOAA) ATLAS 14, 
Volume 8, Version 2 Point Precipitation Frequency Estimates 90% 
confidence intervals (See Appendix D Table 3).). 
 
Minimum time of concentration shall be 10 minutes for drainage areas with 
tributary areas, 7 minutes without tributary areas.  When a portion of the 
drainage area is highly impervious, the drainage area shall be evaluated both 
with and without tributary area to verify that just the highly impervious area 
does not result in greater peak discharge than the area evaluated as a whole. 
 

B. Rainfall 
 
Usually the standard 24-hour SCS rainfall distribution will be used to 
calculate the peak discharge rates and levels.  The following rainfall values 
shall be used in calculations for the City of Otsego: 

 
Event Rainfall (inches) 

 
1 year, 24 hour 2.45 
2 year, 24 hour 2.85 
10 year, 24 hour 4.24 
25 year, 24 hour 5.23 
50 year, 24 hour 6.07 
100 year, 24 hour 6.97 

 
C. Curve Numbers 

 
Table 1 lists the minimum allowable Curve Numbers (CN) which shall be 
used for design.  Hydrologic soil groups shall be determined based upon the 
Soil Survey for Wright County, Minnesota as published by the United States 
Department of Agriculture Soil Conservation Service in Cooperation with 
Minnesota Agricultural Experiment Station. 
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D. Flood Protection 

 
Consistent with state and federal regulations, the City of Otsego requires that 
the level of flood protection along all ditches, detention basins, lakes, streams 
and wetlands be established based upon the 1 percent (100-year frequency) 
flood.  Land use within floodplains shall be regulated in accordance with state 
floodplain zoning regulations.  
 
The following freeboard values are required for the City of Otsego: 
 
 Landlocked Basins (no outlet) 3 feet  (Established high water, 

     see 5.E.8.) 

 Non-landlocked basins 1.5 feet (100-year frequency) 
 

E. On-Site Detention Basins 
 

It is the policy of the City of Otsego to require developments to control urban 
storm water quantity and quality through a management approach of 
detention and infiltration basins. Detention basins, whether on-site or regional 
in nature, shall be designed to incorporate the following: 
 
1. A permanent pool (“dead storage”) volume below the normal elevation 

which shall be greater than or equal to the runoff from a 2.5-inch 
rainstorm over the entire contributing drainage area assuming full 
development.  This modified NURP criteria includes a 25 percent 
increase in basin storage to permit routine sediment accumulation 
over a 20-year design period, assuming the drainage area is protected 
with proper erosion and sedimentation control practices. 

 
2. A permanent pool average depth (basin volume/basin area) which 

shall be greater than 4 feet with a maximum depth of less than 10 
feet. 

 
3. An emergency spillway (emergency outlet) adequate to control the 

one percent frequency/duration rainfall event (usually 100-year, 24-
hour). 

 
4. Basin side slopes above the normal water level should be no steeper 

than 4:1, and preferably flatter.  A basin shelf with a minimum width of 
10 feet and a slope of 10:1 starting at the normal water level. 

 
5. To prevent short-circuiting, the distance between major inlets and the 

normal outlet shall be maximized.  The ratio of maximum length to 
maximum width of the permanent pool should be at least 3:1. 
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6. To protect downstream channels and structures, the following flood 
control criteria are required for basin design: 

 
a. A flood pool (“live storage”) volume above the normal elevation 

shall be adequate so that the peak discharge rates from the 2-
year and 100-year frequency, critical duration storms (usually 
the 24-hour) are no greater than predevelopment basin 
watershed conditions. 

 
b. Storage volumes and discharge rates have been established 

for the 100-year event for certain portions of the city.  In these 
areas the established storage volumes and discharge rates 
shall be used for post development design. 

 
c. Dead storage volume may not be utilized as live storage. 

 
7. Skimming structures shall be utilized for each basin. The skimming 

structure shall be in accordance with the City Standard Plates.  
Skimming structures shall be shown on the plans. 

 
8. Where discharge from the basin is not possible, the permanent basin 

must be sized for two 100 year events back-to-back. In this situation 
the free board above the established high water level shall be a 
minimum of three (3) feet. The high water level shall be established as 
follows: 

 
a. Assume the water surface is at the normal water surface 

elevation of the basin. 
 
b. Above the assumed water surface elevation store the volume 

of runoff equal to two 100-year, 24-hour storm events over the 
entire drainage area to the landlocked basin. 

 
c. The established high water level is the elevation the water 

would rise to from the above steps a and b. 
 
9. Discharge must be made to a receiving stream, ditch, or another pond 

or an approved discharge route as shown in the Storm Water 
Management Plan. 
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F. Infiltration Basins 
 
 All new developments shall be required to infiltrate the first 1.1 inch of runoff 

from the new impervious surfaces unless infiltration is prohibited as outlined 
in the MPCA NPDES Permit.  Infiltration basins shall be constructed and 
designed in accordance with the latest edition of the Minnesota Stormwater 
Manualwith the following additional requirements: 

 
 1. Construction of an approved pre-treatment basin shall be required 

prior to discharge into the infiltration basin. 
 
 2. Exit velocities from the pre-treatment system shall be less than 3 feet 

per second for the 100-year storm event and flows shall be evenly 
distributed across the width of the outlet. 

 
 3. A minimum of three soil borings or pits shall be submitted with the 

design to verify soil types and infiltration capacity characteristics and 
to determine the depth to restrictive soil layers and groundwater.  The 
depth of the soil borings or pits shall be a minimum of five feet below 
the bottom of the proposed infiltration practice.  Soil borings reports 
shall be prepared by a qualified geotechnical professional. 

 
 4. The bottom of the infiltration practice must be at least three feet from 

the seasonal high ground water table. 
 
 5. Storm sewer discharge pipes shall be extended to the bottom of the 

basin or concrete block (see Std Plate 500) shall be extended from 
the discharge pipe to the bottom of the basin. 

 
G. Storm Sewer 

 
1. Storm sewer sizing, inlet capacities, and roadway spread at each inlet 

shall be determined based on the intensity of a 10-year storm event.  
 

Storm sewer inlets shall be spaced to insure that not more than 2/3 of 
the traveled lane for local low volume roads and not more than 1/2 of 
the traveled lane for all other roads is inundated during the 10-year 
storm event.  Manning's equation shall be utilized to determine the 
flow in the street at each catchbasin for verification of actual spread.  
A manning's n of 0.016 shall be utilized for asphalt pavement.  
Additionally, grate inlet capacities shall be verified at the maximum 
allowable depth of flow to verify that the proposed grates will pass the 
10-year flows. When appropriate, by-pass flows shall be considered in 
calculations. 

 
2. Storm sewer systems shall also meet the following requirements: 
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a. Maintain a minimum velocity of 3 fps for 10-year storm event. 

b. Maintain a minimum cover of 2 feet from top of pipe to top of 
casting or flow line elevation. 

c. Maintain a minimum of 3 feet of final cover over corrugated 
high density polyethylene (HDPE) pipe.  See engineering 
guidelines to determine when HDPE is allowed. 

d. Maintain a minimum of 1.5 feet of final cover over RCP in 
areas not used for vehicle traffic. 

e. Storm sewers inverts, which outlet to detention basins, shall be 
placed at the normal elevation of the basin.  Storm sewers may 
be submerged a maximum of 1/2 the pipe diameter below the 
basin normal elevation, provided the tail water does not back 
up past the first structure. 

f. Minimum size storm sewer shall be 15” diameter, however, 12” 
diameter will be allowed for catchbasin leads. 

 
6.0 General Requirements - Grading, Drainage, and Erosion Control Plan 
 

Grading, Drainage, and Erosion Control Plans shall be provided by the Developer in 
accordance with the City Code.  Several items critical to the review of the drainage 
system must be adequately depicted on the plan by the Developer's Engineer.  The 
following key elements must be depicted on the plan: 
 
A. Existing and proposed contours at a minimum of 2-foot intervals.  A 1-foot 

contour interval or proposed spot elevations shall be used where conditions 
dictate.  The determination of contour interval shall be made based upon 
clarity and readability of the plans. 

 
B. Basin locations as depicted by the proposed contours.  Normal level and 2 

year, 10 year and 100 year flood water levels shall be depicted on the plan 
for each basin. Detention ponds basins are required at each outfall point from 
the proposed plat.  Perimeter berm elevation and width shall be clearly 
labeled on plan sheets.  

 
 Permanent detention basins may be utilized as construction detention basins, 

provided they are cleaned after permanent erosion control measures are 
established.  Design features of the detention ponds shall be as described in 
the BMP Manual. 

 
C. Locations of silt fence, bale checks, wood fiber blanket, concrete washout 

areas, rock construction entrances, storm drain inlet protection, outlet 
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projection, rip rap, temporary seeding, permanent seeding, sod, mulch, or 
other erosion control features proposed to be implemented for the project. 

 
D. Storm sewer facilities, when utilized, shall be adequately depicted on the 

drawings (may be shown on the Construction Plans).  As a minimum, the 
following must be shown on the plan: 

 
1. Storm sewer pipe length, grade, type of material, and size between 

each catch basin and manhole. 
 

2. Catchbasin and manhole structural data including size or diameter, 
depth, and material of construction.  A typical section depicting each 
different type of catchbasin or manhole used shall be shown on the 
drawing.  Type of casting utilized shall be referenced for each 
catchbasin or manhole.  Elevations for the top of inlet and each invert 
shall be referenced on the drawing. 

 
3. A typical curb section for urban design streets shall be shown on the 

drawing. 
 

4. If ditch sections are used, a typical section shall be shown on the 
drawing depicting bottom width and side slopes of the ditch. 

 
5. Details of skimming structures utilized.  Access routes a minimum of 

10’ wide shall be provided to all skimmer structures and rip rap 
overflows.  All access routes shall be labeled on the plan.  Easements 
shall be 20’ minimum. 

 
E. Individual lot grading clearly depicting a minimum slope of 2%.  Slopes of 1% 

to 2% may be allowed on a case by case basis with approval from the City 
Engineer.  Under no circumstances will slopes less than 1% be allowed. 
 

F. Lots located in clay soils shall have draintile extended to if they are more than 
one lot away from a storm sewer structure.  The draintile is to serve as a 
means of promoting drainage along lot lines and as a connection point for 
homes sump pump systems 

 
7.0 Storm Drainage System Submittal Requirements 
 

A. The stormwater drainage report shall be comprised of the following sections 
to provide the City Engineer with adequate base information for which to 
review the report.  The following data must be included in the report: 

 
1. Title Page.  The title page shall list the project name, project location, 

date prepared, and preparer's name, title, and company. 
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2. Table of Contents.  The table of contents must provide a description of 
the major categories of the report and also list each hydrograph and 
reservoir report presented in the report. 

 
3. Summary.  The summary must provide descriptions of items critical to 

the review of the entire report.  Assumptions and results of the 
calculations shall be included in the summary.  As a minimum, the 
following items must be discussed in the summary: 

 
a. Pre–development site conditions (Existing) 

1.  Total site area 
2. Delineation of sub-drainage areas, as appropriate. 
3. For each drainage area, or sub–drainage area, provide the 

following information: 
a. Area in acres 
b. Curve number (with justification) 
c. Time of Concentration (with justification) 
d. Runoff rate and runoff volume 

 
b. Post Development Site Conditions (Proposed) 

1. Total site area 
2. Delineation of sub-drainage areas, as appropriate. 
3. For each drainage area, or sub–drainage area, provide the 

following information: 
a. Area in acres 
b. Curve number (with justification) 
c. Time of Concentration (with justification) 
d. Runoff rate and runoff volume 

 
c. Comparison of pre-development to post-development runoff 

rates and volumes. 
 

d. Discussion of temporary and permanent erosion control 
measures utilized. 

 
e. A discussion of the storm sewer system, if applicable, to 

include a summary of flows to each catchbasin and the depth 
of water over each catchbasin during the ten year event. 

 
4. Drainage maps depicting pre-development and post-development conditions. 

The maps may be 22"x34" plans, but shall also be provided on 11"x17" 
reductions.  The plans shall delineate drainage area and sub-drainage area 
boundaries.  All areas shall be labeled and referenced to those presented in 
the report. 

 



Appendix C 
Stormwater Drainage Policy 

 

Page 12 
 
 
 
 

5. Computer printouts of all hydrograph and reservoir files shall be included at 
the back of the report for reference. 

 
 
8.0 Glossary 
 

Critical Storm 
 
Critical Storm means that rainfall event whose distribution and duration results in a 
runoff volume and rate establishing the appropriate level of protection. 
 
Freeboard 
 
Is the vertical difference between the lowest floor of proposed buildings and the 
critical 100-year storm event elevation or established high water level. 
 
Level of Protection 
 
The amount of secondary storm water runoff capacity required to avoid flood 
damage and provide for public safety. 
 
Level of Service 
 
The amount of primary storm water runoff capacity required to avoid unusual 
hardship or significant interference with normal public activities (transportation, 
sanitary, or utilities). 
 
Normal Level 
 
For basins, that water elevation maintained by a natural or man-made outlet. 
 
NOAA 
 

 National Oceanic and Atmospheric Administration 
 

NURP 
 
Nationwide Urban Runoff Program (USEPA, 1983). 
 
100-Year Storms 
 
Rainstorms of varying duration (e.g. 2-, 6-, 24- or 48-hour) and intensities expected 
to recur on the average of once every one hundred years (1% frequency 
probability). 
 



Appendix C 
Stormwater Drainage Policy 

 

Page 13 
 
 
 
 

On-Site Detention 
 
A method of temporarily storing storm water runoff at a development site in the form 
of wet basins. 
 
Primary Capacity 
 
The volume and/or rate of storm water runoff defined as that level of service 
provided by the primary system. 
 
Primary System 
 
The primary system conveys runoff from the more frequent events such as the 2 to 
10-year events.  In general, the system is composed of swales, ditches, gutters, and 
storm sewers. 
 
Secondary Capacity 
 
The volume and/or rate of storm water runoff in excess of the primary capacity and 
defined as that level of protection provided by the secondary system. 
 
Secondary System 
 
The system is composed of all the pathways that runoff takes when the capacity of 
the primary system is exceeded and in general is composed of streets, swales, 
ditches, storm sewers, detention basins, creeks, streams and rivers. 
 
Grading, Drainage, and Erosion Control Plan:  A set of plans prepared by or under 
the direction of a licensed professional engineer which indicate the specific 
measures and sequencing to be used to control sediment and erosion on a 
development site before, during, and after construction. 
 
Storm Water Runoff 
 
The flow on the surface of the ground, resulting from precipitation in the form of 
rainfall or snowmelt. 
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TABLE 1 
CITY OF OTSEGO MINIMUM RUNOFF CURVE NUMBERS 
Cover Description Curve numbers for hydrologic soil group 

 
Cover type and hydrologic condition A B C D 

 
Fully developed urban areas (vegetation established)     
 
Open space (lawns, parks, golf courses, cemeteries, 
etc.)  
 Grass Cover > 75% ................................................................. 39 61 74 80 
 Grass Cover < 75% ................................................................. 49 65 77 82 
Impervious areas: 

Paved parking lots, roofs, driveways, etc. 
(excluding right-of-way) ........................................................ 98 98 98 98 

Streets and roads: 
Paved;  curbs and storm sewers (excluding 

right-of-way) ...................................................................... 98 98 98 98 
Paved;  open ditches (including right-of-way) ...................... 83 89 92 93 
Gravel (including right-of-way) ............................................. 76 85 89 91 
Dirt (including right-of-way) .................................................. 72 82 87 89 

 
Water Surface: .......................................................................... 100 100 100 100 
 
Urban Districts: 

Commercial and business ..................................................... NA1 92 94 95 
Industrial ................................................................................ NA1 88 91 93 

 
Residential districts by average lot size: 

1/8 acre or less (town houses) ............................................... NA1 85 90 92 
1/4 acre .................................................................................. NA1 75 83 87 
1/3 acre .................................................................................. NA1 72 81 86 
1/2 acre .................................................................................. NA1  70 80 85 
1 acre ....................................................................................... 59 68 79 84 
2 acres and greater .................................................................. 55 65 77 82 

 
Developing Urban Areas 
 
  Newly graded areas (pervious areas only,  
  no vegetation) ........................................................................... 77 86 91 94 
 
Undeveloped areas 
 
Agricultural land (all current uses) ............................................... 55 65 77 82 
 
Pasture, grassland, or range - continuous forage for 

grazing ..................................................................................... 49 65 77 82 
 
Meadow - continuous grass, protected from grazing 

and generally mowed for hay ................................................... 30 58 71 78 
 
Brush - brush-weed-grass mixture with brush the 

major element .......................................................................... 35 56 70 77 
 
Woods - grass combination (orchard or tree farm) ..................... 43 65 76 82 
 
Woods ......................................................................................... 36 60 73 79 
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TABLE 2 
CITY OF OTSEGO ATLAS 14 PRECIPITATION DATA (DEPTH) 
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TABLE 3 
CITY OF OTSEGO ATLAS 14 PRECIPITATION DATA (INTENSITY) 
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 STANDARD SPECIFICATIONS 
 FOR 
 STREET CONSTRUCTION 
 FOR DEVELOPERS 
 CITY OF OTSEGO 
 
 
1.00  GENERAL REQUIREMENTS 
 
1.01 Specification Reference:   
 

A. All work and materials shall conform to the provisions of Minnesota 
Department of Transportation (Mn/DOT) "Standard Specifications for 
Construction", 2005 Edition and all subsequent revisions. 

 
B. All traffic control devices and signing shall conform to the MN 

MUTCD, dated December, 2001 and all subsequent revisions. 
 
1.02  Definitions: 
 

A. Owner:  Owner shall mean the person(s), company, corporation, etc. 
that enter into a "Developers Agreement" with the City of Otsego for 
the purpose of construction of public improvements on lands under 
the ownership and control of said person(s), company, corporation, 
etc. 

 
B. Engineer:  Engineer shall mean the Owner's engineer. 

 
C. City Engineer:  City Engineer shall mean the engineer designated by 

the City as such. 
 
1.03  Control of Work: 
 

A. Standard Drawings:  The Owner shall construct all road ways to the 
section as shown on standard plates as attached to the Engineering 
Guidelines. 

 
B. Staking:  Construction staking shall be performed by Owners 

Engineer/Surveyor.  All plat corners and right-of-way control points 
shall be installed.  Street centerline shall be referenced to the 
established plat corners and right-of-way control points.  Street 
alignment, horizontal and vertical hubs shall be set at a maximum 
interval of 50 feet and shall be required at intervals of 25 feet on 
curves. 
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C. Construction Observation:  The City Engineer and/or his 
representative shall observe the construction from time to time to 
insure conformance to City standards and approved drawing(s). The 
Owner shall notify the  City Engineer at least 24 hours ahead of time 
to schedule inspection.  The Developer shall provide access to the site 
for the City Engineer or his representatives. Copies of all test results 
must be sent to the City engineer as soon as possible. 

 
The Owner shall notify the City Engineer to inspect at the following 
specific periods of construction activity: 

 
1. When clearing and grubbing is completed. 

 
2. When all necessary topsoil and unsuitable subgrade materials 

have been removed.  Soil borings may be required to verify 
removal of unsuitable soils. The Owner shall furnish such 
assurance through the services of a professional soil engineer. 

 
3. When subbase has been graded and compacted within 0.10 

feet of the lines and grade establish in the approved plans. 
Compaction tests performed by a professional soils engineer 
may be required in embankments upon discretion of the City 
Engineer. 

 
4. When base course (Class V) has been placed, compacted and 

graded within 0.05 feet of the lines and grades established by 
the approved plans. Compaction test performed by a 
professional soils engineer shall be required of the base 
course. 

 
5. When bituminous base/binder and wearing course is being 

placed.  Compaction testing shall be required by an approved 
soils testing service. 

 
D. Acceptance of Work:  Upon notice from the Engineer that all work has 

been completed, the City Engineer will make an inspection of the 
entire project.  If any work is found unsatisfactory or incomplete, 
instructions for correction will be issued and another inspection will be 
made after receiving notice that the corrective work has been 
completed. 

 
When final inspection reveals that all work has been completed in 
accordance with the terms of the contract, a walk-thru shall be 
scheduled for initial field acceptance.  The developer and/or the 
developer’s representative, the contractor, the City Engineer’s 
representative, and the City Maintenance Department shall be 
present.  After the walk thru has been completed and all parties agree 
that the improvements are in accordance with the terms if the 
contract, the City Engineer  shall so notify the Owner in writing, on the 
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date of final inspection.  The materials and workmanship will then be 
accepted subject to warranty and maintenance provisions contained in 
the developer’s agreement, provided that the as-built plans have been 
satisfactorily completed. 

 
1.04  Control of Material: 
 

A. All material placed on the street shall be new and shall meet all 
requirements referred to herein. 

 
B. The Owner shall provide the City Engineer with sieve analysis 

performed by an independent approved testing firm for Class V and 
any other manufactured subbase or base materials.  In addition, 
percentage of crushing shall be provided for virgin Class V materials 
in accordance with the provisions of Mn/DOT 3138. 

 
 

C. The City reserves the right to order compaction tests taken in the 
embankments, subbase and the base materials.  The zone from the 
bottom of the trench or embankment to within 3 feet of top of 
subgrade shall be compacted to 95% of standard proctor density or 
90% of modified proctor density.  The zone within the upper three feet 
shall be compacted to 100% of standard proctor density or 95% of 
modified proctor density.  Areas outside of the street right-of-way shall 
be compacted to 95% of standard proctor density or 90% of modified 
proctor density. Maximum test rate is one compaction test per 500 
foot section of roadway in each of the subbase and base.  The cost of 
compaction tests shall be the responsibility of the Owner and shall be 
performed by an approved testing service. 

 
D. Bituminous material is required to be produced by a Quality 

Assurance (QA) plant.  The City requires field compaction tests by 
nuclear devices and core samples taken and Marshall densities 
provided.  The testing method, either specific density method or the 
test roll strip method, are at the discretion of the City Engineer. 

 
E. The City reserves the right to have tests run on other material placed 

on the street or in the right-of-way at the Owner's expense. Those 
tests may include but not be limited to topsoil analysis, horizonation of 
soils and seed analysis. 

 
2.00  CONSTRUCTION DETAILS 
 
2.01  Grading:  All earthmoving and subgrade work shall be done in accordance 

with the provisions of Mn/DOT 2101, 2104, 2105, 2111, 2112, 2120, 2130.  
All other work not covered by these specifications shall be referenced to 
Mn/DOT specifications where applicable. 

 
2.02  Base Construction:  Aggregate base construction shall be constructed to the 
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thickness shown in standard plates and compacted in place at maximum 
density in accordance with the provisions of Mn/DOT 2211. All other work not 
covered by the specification shall be referenced to Mn/DOT specifications 
where applicable. 

 
2.03  Concrete Curb and Gutter:  Concrete curb and gutter shall be constructed in 

accordance with the provisions of Mn/DOT 2531. 
  

All concrete curb and gutter in medium density and high density subdivisions 
shall be Design B618 with curb cuts placed for driveways as needed. 

 
2.04  Pavement Construction:  Bituminous non-wear course shall be constructed to 

the thickness shown in the standard plates.  Bituminous material shall be 
compacted in place by either specified density or by control strip method in 
accordance with Mn/DOT 2350/2360.  The type of testing method for each 
project will be the decision of the City Engineer.  Bituminous wear course 
shall be constructed to the thickness shown in the standard plates.  The 
depths so specified herein shall not deviate by more than 1/4".  All 
bituminous pavement construction shall be done in accordance with the 
provisions of Mn/DOT 2350/2360.  Oil content shall conform to job mix 
design provided prior to construction.  No bituminous pavement shall be 
placed when air temperatures are under 40F or on frozen ground.  All other 
work not covered by these specifications shall be referenced to Mn/DOT 
specifications where applicable. 

 
A. Traffic Signs and Devices:  Street signs and markings shall be 

installed in accordance with the provisions of Mn/DOT 2564.  All traffic 
control devices and signing shall conform to the MN MUTCD, 
including Appendix B, dated January, 1998 or as amended herein. 

 
B. Temporary Erosion Control:  All erosion control measures required 

and necessary for the protection of adjoining properties, wetlands, 
ponds, lakes, rivers, etc. shall be done in accordance with the 
provisions of Mn/DOT 2573.  Their removal and disposal after such 
time that they are not required as determined by the City Engineer 
shall be required. Temporary erosion control shall be achieved in 
accordance with "Best Management Practices for Minnesota," dated 
October 1989 as prepared by the Minnesota Pollution Control Agency, 
Division of Water Quality. 

 
C. Turf Establishment:  All disturbed areas not surfaced shall be 

topsoiled, seeded and mulched or sodded and fertilized in accordance 
with the provisions of Mn/DOT 2575.  These areas include but not 
limited in-slopes, ditches, backslopes, boulevards, temporary 
construction easements and permanent construction easements.  The 
depth of topsoil shall be a minimum of 4" in-depth compacted in place. 
 All areas shall be graded to drain to appropriate locations. 

 
All other work not covered by these specifications shall be referenced 
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to Mn/DOT specifications where applicable.  Turf establishment and 
other permanent erosion control measures shall be achieved in 
accordance with "Best Management Practices for Minnesota", dated 
October 1989 as prepared by the Minnesota Pollution Control Agency, 
Division of Water Quality. 

 
3.00  MATERIALS 
 
3.01  Aggregate Subbase:  Aggregate subbase course shall be Class III or IV in 

accordance with the provisions of Mn/DOT 3138. 
 
3.02  Aggregate Base:  Aggregate base course shall be Class V in accordance 

with the provisions of Mn/DOT 3138, excepting that Table 3138-1 shall be 
modified such that the minimum percent passing the # 200 sieve shall be 6%, 
with the maximum percent passing remaining at 10%.  Also, the crushing 
requirements under 3138.2C shall be modified such that Class 5 Aggregate 
contains a minimum of 15% crushed material.  Class 7 Aggregate will be 
accepted as a substitute subject to the provisions of Mn/DOT 3138. 

 
3.03  Concrete Curb and Gutter:  Concrete shall be in accordance with the 

provisions of Mn/DOT 2531 
 
3.04  Bituminous Mixtures:  Graded aggregate for bituminous mixtures shall be 3 

for bituminous non-wear courses and 4 for bituminous wear course all in 
accordance with the provisions of Mn/DOT 2350-1.  Plant mixture 
designations shall be LVNW35030B for bituminous base/binder courses and 
LVWE45030B for bituminous wear course, all in accordance with the 
provisions of Mn/DOT 2350 of the “Standard Specifications for Construction”. 

 
3.05  Pipe Culverts and Pipe Sewers:  Pipe culverts shall be reinforced concrete 

pipe in accordance with the provisions of Mn/DOT 3236.  Minimum size 
storm sewer shall be 15" diameter or equivalent.  Minimum size culvert 
crossing beneath a public street shall be 24” diameter, or equivalent.   All 
pipe culverts shall be furnished with appropriate apron end sections.  

 
3.06  Metals and Metal Products  
 

A. Signs and Markers:  Street signs and markings shall be in accordance 
with the provisions of Mn/DOT 3352.  Signs shall attach to galvanized 
Flanged Channel Sign Posts in accordance with the provisions of 
Mn/DOT 3401.  Minimum weight of posts shall be 2.5 lbs/ft. 

 
3.07  Stone and Brick: 
 

A. Riprap:  Riprap shall be Class III (for velocities of 8 FPS and Less) 
randomly placed in accordance with the provisions of Mn/DOT 3601.  
Geotextile fabric is required beneath all riprap and shall be Type IV in 
accordance with the provisions of Mn/DOT 3733.  Class of riprap for 
flow with velocities of greater than 8 FPS shall be determined on an 
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individual basis. 
 

B. Sewer Brick (concrete):  All concrete sewer brick used for construction 
of manholes and catch basins shall conform to the provisions of 
Mn/DOT 3616. 

 
3.08  Turf Establishment: 
 

A. Seed mixture shall be Mn/DOT 3876, mixture number 270 for 
residential turf applied at the rate of 120 lbs/ac and mixture number 
280 for general seeding at the rate of 100 lbs/ac. 

 
B. Topsoil borrow shall be in accordance with the provisions of Mn/DOT 

3877. 
 

C. Sod shall be in accordance with the provisions of Mn/DOT 3878. 
 

D. Commercial fertilizer shall be in accordance with the provisions of 
Mn/DOT 3881 and shall be a minimum analysis of 20-10-10 and 
applied at a rate of 500 lbs/ac. 

 
E. Mulch material shall be in accordance with the provisions of Mn/DOT 

3882 and shall be Type I applied at the rate of two tons per acre and 
disc anchored. 

 
F. Silt fence used for erosion control shall be in accordance with the 

provisions of Mn/DOT 3886. 
 
4.00  DESIGN CONSIDERATION 
 
4.01  Stormwater conveyance, storage and treatment ponds shall be designed to 

meet the requirements shown in the City of Otsego’s Policy on Stormwater 
Drainage, attached herein. 

 
4.02  All right-of-way widths, roadway widths and shoulder widths shall conform to 

the following minimum standards.  All design information shall be subject to 
review by the City Engineer.  Additional widths of right-of-way, roadway or 
shoulder may be required by the City Engineer, if, in his opinion, conditions 
warrant. 

 
Local right-of-way and roadway requirements shall also pertain to marginal 
access roads, frontage roads and cul-de-sac roads for each type (residential 
or commercial/industrial) of roadway listed.  Cul-de-sac streets and 
turnarounds shall not be permitted in industrial districts.  Streets designated 
as Municipal State Aid routes shall be designed by the City Engineer in 
accordance with Municipal State Aid standards. 
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 Urban Design 
      Pavement Back to Back of 

Classification       R/W Width          Width                Curb Width 
Collector 80' 41.7' 46’ 
Local (residential) 60' 23.3' 28' 
Local (commercial/industrial) 80' 41.7' 46’ 
Cul-de-sac turnaround 60' radius 47.7' radius 50’ radius 
 (commercial/residential) 
 
 Rural Design  

     Pavement                 Paved 
Classification       R/W Width         Width            Shoulder Width 
Collector     84  40'   2' 
Local (residential)    60'  24'   4’ 
Local (commercial/industrial)  84'  40'   2' 
Cul-de-sac turnaround   60' radius 50' radius  4’ 
  (commercial/residential) 
 

Shoulder widths associated with rural streets shall be in accordance with the 
above table.  If pavement shoulders are not depicted in the above table, 
aggregate base course shoulders shall be provided to the dimensions shown 
on the standard plates section of this specification. 

 
Horizontal and vertical alignment shall provide for not less than 30 mph 
design speed on local streets, marginal access streets, frontage roads and 
cul-de-sac streets.  A 45 mph or greater design speed shall be utilized on 
collector streets. 

 
Design of streets shall be governed by this specification where applicable. 
Where specific design items are not detailed in this specification, the 
following reference materials shall be utilized to justify roadway design: 

 
1) Mn/DOT Geotechnical and Pavement Manual 
2) Mn/DOT Roadway Design Manual 
3) Mn/DOT Traffic Manual 
4) Mn/DOT State Aid Manual 
5) Mn/DOT Standard Plates Manual 

 
Under no circumstances shall a roadway design, which is less restrictive than 
the specific parameters defined herein, be submitted for review. 

 
All centerline gradients shall be at least 0.6 % and shall not exceed 7%.  
Vertical curves shall be utilized when the "m" distance is greater than 0.20'. 
 
Minimum slope for drainage across bituminous shall be 1.0%. 

 
Roadway pavement design shall be based upon a minimum 20-year design 
using the procedure as described in the Mn/DOT Geotechnical and 
Pavement Design manual using a minimum projection factor of 4. 
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5.00 STANDARD PLATES 
 

Standard Plates are included in Appendix A of the City of Otsego Engineering 
Guidelines.  Where standard plates are not shown for a particular roadway, the 
Owner's engineer shall insure the design meets the requirements of this 
specification. 
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GENERAL REQUIREMENTS 
FOR 

LIFT STATION DESIGN 
FOR DEVELOPERS 
CITY OF OTSEGO 

 
 
1.00  GENERAL REQUIREMENTS  
 
1.01 Purpose: 
 

Provide standardized lift station design and construction requirements to 
assure uniformity between proposed and existing lift stations. 

 
1.02 Specification Reference: 
 

A. Sanitary sewer lift station construction shall conform to the 
applicable provisions of the following specifications and agencies 
except as modified herein: 

 
1. “Standard Specifications for Trench Excavation and Backfill / 

Surface Restoration, Watermain and Service Line 
Installation, Sanitary Sewer and Storm Sewer Installation” as 
published by the City Engineers Association of Minnesota, 
(CEAM) 1999 Edition. 

 
2. 10-State Standards 
 
3. Minnesota Pollution Control Agency (MPCA) 
 
4. Federal, State and Local Ordinances, Codes, Regulations 

and Requirements. 
 

2.00  DESIGN CONSIDERATIONS 
 
2.01 General Site Requirements: 
 

A. When access to the City water system is feasible, a hydrant shall 
be located within 20 feet of the lift station for cleaning and 
maintenance purposes. 

 
B. The access drive shall be paved per City standards. 
 
C. An isolation valve shall be located downstream of the valve vault, or 

flow meter manhole if applicable, for station isolation during 
maintenance procedures. 
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2.02 Pumps and Pump Appurtenances: 
 
A. For maintenance and product, spare-part purposes, the City 

requires all lift station pumps be Fairbanks-Morse, Hydromatic, or 
approved equal. 

 
B. Pumps shall include lifting hook and stainless steel lift chains. 

 
C. Pump guide rails shall be stainless steel circular tubing (sized 

according to pump manufacturer’s recommendations). 
 
2.03 Wet Well: 
 

A. Wet well shall be constructed of reinforced precast, or cast-in-
place, concrete. 

 
B. Wet well cover shall include an aluminum access hatch with the 

following provisions: 
 

1. Stainless steel hardware. 
 
2. Stainless steel hinges with torsion bars or springs that 

counterbalance the hatch for easy operation.  The hatch 
shall open to 90 degrees and lock automatically in that 
position.  A vinyl grip handle shall be provided to release the 
cover for closing. 

 
3. A recessed or removable handle and hatch-locking device. 

 
4. A recessed, tamper-resistant padlock assembly 

 
C. Wet well vent shall be schedule 40 steel pipe with 2 – 90 degree 

bends.  Vent pipe shall include a stainless steel insect screen. 
 
2.04 Valve Vault: 
 

A. The valve vault shall be constructed of reinforced precast, or cast-
in-place, concrete. 

 
B. For safety and ease of maintenance, the following items shall be 

located in the valve vault: 
 

1. Air valve (air release, vacuum, or combination). See “City 
Standard Materials” section IV.1.e. 

 
2. Plug valves 

 
3. Check valves 
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4. Pressure gauge 

 
5. Pipe supports for valves and fittings (as required) 

 
C. Check valves shall include an external operating mechanism that 

allows manual opening and closing of the valve for back flushing 
purposes. 

 
D. Plug valves shall be fitted with hand-wheel operators. 

 
2.05 Flow Meter Manhole: 
 

A. The flow meter must be located in a separate manhole, 
downstream of the valve vault. 

 
B. The manhole shall be located an adequate distance downstream of 

the valve vault to establish the required flow profile per the flow 
meter manufacturer’s requirements. 

 
C. The flow meter manhole shall include a floor drain that drains to the 

wet well.  Provisions, such as a p-trap or plug valve, shall be 
included to prevent sewer gases from entering the flow meter 
manhole. 

 
2.06 Electrical Service: 
 

A. 480vac three-phase power shall be provided when feasible. 
 
B. 120/240vac single-phase power shall be provide only for smaller lift 

stations (less than 5hp). 
 

C. Transformer shall be located on a reinforced concrete pad. 
 
2.07 Control Panel: 
 

A. A control panel for electrical control of the pumps shall consist of a 
stainless steel cabinet, mounted on legs with screened and 
louvered skirt between the legs. 

 
B. The exterior doors shall be fastened to the enclosure with 

continuous type stainless steel piano hinges and three-point 
minimum, stainless steel latch mechanisms with vault-type handles 
with padlock provisions. 

 
C. The inside of one of the doors shall contain a data pocket for 

housing electrical schematics. 
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D. All controls, displays, circuit breakers, and other electrical 
equipment shall be mounted on a second set of inner dead-front 
hinged doors. 

 
E. Cables from pumps, float switches, sensors, etc. will pass through 

an air gap area between the enclosure legs and behind the skirt 
area to provide isolation from wet well, so that conduit seals are not 
required.  This feature simplifies replacement or repair of the 
devices in the wet well. 

 
F. The panel shall be installed on a reinforced concrete slab adjacent 

to the lift station wet well. 
 

G. The control panel must be orientated so personnel have easy 
access to the front panel controls while the wet well hatch(es) are 
open, yet be located far enough away to provide adequate and safe 
working space. 

 
H. Where possible, the control panel shall be installed so the front 

doors face in a general southeasterly direction, to provide 
protection from prevailing winds.  The exact arrangement of the lift 
station control panel will be determined in each case by the City 
Engineer. 

 
I. The control panel must be insulated with rigid foam insulation, and 

be equipped with a thermostatically controlled electric heater sized 
to maintain internal temperature above 32 degrees F during cold 
weather. 

 
J. Lift station control panels containing VFDs will also be equipped 

with air conditioners, sized to maintain an internal temperature of 
less than 104 degrees F. 

 
K. The control panel must contain the following items: 

 
1. 120vac convenience receptacle 
 
2. Flashing alarm light mounted on top of the control panel 

 
3. Front panel mounted, high-level alarm light 

 
4. Front panel mounted, high-level float switch, test switch 

 
5. Alarm acknowledge switch. 

 
L. The high-level alarm, high-level test and alarm acknowledge 

signals shall also be made available to the SCADA equipment to 
allow for remote monitoring. 
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M. Each front panel indicator light, switch, and circuit breaker shall be 

identified with an engraved label. 
 

N. Each panel enclosure shall include a switched interior light fixture 
for use during maintenance or repair. 

 
O. The front doors of each enclosure shall be equipped with stops that 

will hold the doors in an open position for use during maintenance 
and repair. 

 
2.08 Main/Standby Power: 
 

A. Lift stations shall have manual transfer switches or interlocked 
main/standby circuit breakers, with generator receptacles to match 
City’s existing portable generators.  Stationary generators and 
automatic transfer switches may be required for large and/or critical 
locations. 

 
B. There shall be lightning/surge protection devices on the electrical 

service. 
 

C. The lift station shall be equipped with all metering equipment 
required by the serving electric utility, including, but not limited to: 

 
1. Meter socket 
 
2. Current tap and voltage tap devices where required 

 
D. The actual meter will be furnished by the serving electric utility.  It 

will be the responsibility of the Contractor to confirm the exact 
metering requirements for a given location.  Note: there are several 
different electric utilities serving the City of Otsego depending on 
location.  Developer’s Engineer shall contact the City Engineer for 
the proper utility company. 

 
2.09 Motor Starters: 
 

A. Across-the-line motor starters shall be provided for pumps less than 
10hp, with power factor correction capacitors for pumps between 5 
and 10hp. 

 
B. Larger pumps will use electronic soft starters or VFDs, depending 

on particular conditions.  Developer’s Engineer shall consult with 
the City Engineer during design to discuss the operating conditions. 

 
C. The motor starting circuitry for each pump shall be interlocked with 

motor overheat and seal fail probes in the pump motor, using the 
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appropriate relays or signal modules required for the brand of 
pump. 

 
2.10 Controls: 
 

A. The control panel shall include each of the following items for each 
pump: 

 
1. Front panel mounted, Run-Off-Auto switch 
 
2. Green, run indicator light 

 
3. Red, seal fail indicator light 

 
4. Red, motor hot indicator light 

 
5. Runtime meter.  The runtime meters shall be configured to 

prevent the meter from advancing in the event a pump fails, 
but the control panel is still calling for its operation.  This may 
be done by interlocking the runtime meters with current 
relays that monitor actual pump load, minimum flow rate 
measurement, pump fail signals, or other means as is 
appropriate. 

 
B. The pumps shall be called for operation alternately.  Provide a front 

panel mounted selector switch to allow selection of automatic 
alternation or fixed pumping sequences. 

 
2.11 Wet Well Level Sensing: 
 

A. Submersible/ultrasonic level transducers are required for wet well 
level measurement and pump control. 

 
B. High and low level float switches hard wired to the system shall be 

provided to serve as backup if the level transducer fails. 
 

C. Wet well level shall be displayed on the front door of the enclosure. 
 

D. Level transducers and float switches shall be intrinsically safe, and 
shall be connected to the control panel through intrinsically safe 
barriers to meet the requirements of NEC articles 500-505. 

 
2.12 Flow Measurement: 
 

A. Lift stations with an output flow rate of greater than 100 GPM will be 
equipped with a magnetic flow meter.   
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B. The flow tube portion of the meter will be located in the flow meter 
manhole, and the flow meter electronics will be located inside the 
lift station control panel. 

 
C. Instantaneous flow in gallons per minute and totalized flow in 

gallons will be displayed on the dead front panel of the control 
panel enclosure. 

 
D. The instantaneous flow value will also be made available to the 

SCADA equipment to allow for remote monitoring. 
 

E. Lift stations with flow meters will have 120vac branch circuits to 
power a sump pump, convenience receptacle and light fixture 
located in the flow meter vault. 

 
F. The flow meter shall be a magnetic type flow meter, Cadillac, 

Marsh-Mcbarney, or approved equal.  
 
2.13 General Wiring: 
 

A. All internal wiring shall be color coded and marked with wire 
numbers to facilitate maintenance and repair.   

 
B. All wiring terminations shall be made on terminal blocks. 

 
C. All wiring shall be neatly routed in wire channels. 

 
D. The lift station control panel will have a UL label showing that it was 

built in a UL-approved shop and that it meets UL508 and UL913A 
requirements for control panels. 

 
2.14 SCADA Provisions: 
 

A. Each lift station control panel will have an internal open space 24” 
wide x 30” tall x 8” deep minimum for installation of SCADA 
equipment.   

 
B. All monitoring points (pump run, pump alarms, wet well level, flow 

rate, etc.) will be brought to a terminal strip adjacent to the space 
for the SCADA panel to allow for ease in installation of the SCADA 
equipment. 

 
C. Provide a single 120vac power receptacle for use with the SCADA 

equipment. 
 

D. Lift stations must include a 20 foot high antenna mast, with a 1 ½” 
conduit routed from the antenna mast to the control panel for an 
antenna and antenna cable provided with the SCADA equipment. 
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E. The antenna mast shall be a direct bury fiberglass pole, Whatley, 

Shakespeare or equal. 
 
2.15 SCADA Panel: 
 

A. The SCADA panel for each lift station must be sourced from the 
City’s preferred systems integrator.   

 
B. The SCADA panel must include, but not limited to, the following: 

 
1. Programmable logic controller (PLC) 

 
2. Radio 

 
3. Yagi antenna and cable 

 
4. Power supplies 

 
5. Relays 

 
6. Terminal strips 

 
7. Wiring 

 
C. The above-mentioned items shall be mounted to a back panel that 

can be installed inside the lift station control panel enclosure as a 
unit.   

 
D. The SCADA panel shall include an uninterruptible power supply 

(UPS) that will be plugged into the supplied 120vac receptacle.  
The UPS will be placed in the bottom of the lift station control panel 
enclosure. 

 
E. The PLC shall be an Allen-Bradley Micrologix or approved equal.  

The radio shall be Microwave Data Systems, with a licensed 
frequency to match the City’s existing radio network. 

 
F. The existing master PLCs at the east and west wastewater 

treatment facilities shall be programmed to monitor information from 
the lift stations in a similar manner to existing lift stations. 

 
G. The existing PCs and Wonderware software at the east and west 

wastewater treatment facilities must be programmed to monitor and 
display information from the lift stations in a similar manner to 
existing lift stations. 
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H. Information monitored at the PCs located at the east and west 
wastewater treatment facilities will include: 

 
1. Pump run status 

 
2. Pump alarms (including VFD failure and pump overtemp 

alarms) 
 

3. Pump in auto status 
 

4. Pump start and stop set points, with ability to adjust set 
points remotely 

 
5. Wet well high-level and low-level alarms, with ability to adjust 

set points remotely 
 

6. Lift station power failure and/or generator running 
 

7. Communication failure 
 

8. Number of pump starts per day 
 

9. Runtime for today 
 

10. Runtime for yesterday 
 

11. Cumulative runtime 
 

12. Trend charts for last 24 hours 
 

13. Trend charts – extended time period 
 

14. All runtime data shall be configured so the value does not 
advance in the event a pump fails, but the control panel is 
still calling for its operation.  This may be done by 
interlocking the runtime data with current relays that monitor 
actual pump load, minimum flow rate measurement, pump 
fail signals, or other means as is appropriate. 

 
3.00  MATERIALS 
 
3.01 Isolation Valves: 
 

A. Buried Applications: 
 

1. Valves shall be either eccentric-plug valves conforming to 
ANSI/AWWA C517 standards as manufactured by DeZurik, 
Milliken, Clow, or approved equal; or resilient-seated, solid-
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wedge gate valves conforming to AWWA C509 and C515 
standards as manufactured by J S Valve, Kennedy, Clow, or 
approved equal. 

 
2. Valves shall be installed on-line with worm-gear for plug-

valve or screw-gear for gate-valve actuators and 
accompanying valve boxes: 

 
a. Valve boxes shall be three-piece, adjustable, screw-

type boxes, nominal 60”to 90” extension, with a 5-¼” 
shaft diameter. 

 
b. Valve boxes must be true and plumb. 

 
c. Each valve box will be tested for plumbness using a 

section of 4” PVC pipe. 
 

d. Valve boxes shall be provided with extension suitable 
for design location and a minimum 6-inch available 
adjustment after final setting. 

 
e. Print “Wastewater” on each lid. 

 
3. Manual gear actuator housings shall be totally enclosed and 

sealed with gear actuator constructed of high-strength, 
corrosion-resistant, metal and feature sintered bronze 
bearings on each end of the input shaft for plug valves. 

 
4. Valves shall be fitted with extension stems to bring operating 

nut to within one foot (12”) from finished grade. 
 

5. Valves shall close in a clockwise direction. 
 

6. Valves shall be epoxy coated as per ANSI/AWWA C550. 
 

 
 
B. Above ground applications (i.e. valve vault): 
  

1. Plug valves shall be non-lubricated, 100 % full-ported, 
straight-through body flow pattern, eccentric-type with re-
silient-faced plugs suitable for raw wastewater service 
conforming to AWWA C517 with corrosion-resistant seats 
and bearings and replaceable sleeve-type upper and lower 
journals. 
 

2. Plug valves shall have flanged ends meeting applicable 
standards for ANSI Class 125 cast iron valves. 
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3. Valve pressure ratings shall be as established by hydrostatic 

tests specified by ANSI Standard B16.1 for working 
pressures of 175 psi with flow in either direction. 

 
4. Actuators: Geared, metal, hand wheel operator with sealed, 

corrosion-resistant construction. 
 

5. Manufacturers: DeZurik, Milliken, Clow, or approved equal.  
 
3.02  Check Valves: 
 

A. Check valve body and cover shall be constructed of heavy cast iron 
conforming to ASMT A126 Gr. B.   

 
B. Check valves body shall be long pattern design with integrally cast-

on end flanges and full pipe size flow area.  Flanges shall conform 
to ANSI Class 125. 

 
C. Flapper shall be constructed of Buna-N with internal steel 

reinforcement and with an O-ring seating edge. 
 
D. Flapper to be captured between body and body cover in a manner 

to permit flapper to flex from closed to full open position. 
 

E. Seating surface to be on a 450 angle requiring the flapper to travel 
only 350 from closed to full open position. 

 
F. Valve shall have non-slam closure characteristics, and shall be 

designed for 175-psi working pressure suitable for use in 
wastewater. 

 
G. Furnish an external backflow device to back flush a clogged pump. 

 
H. Manufacturers and models: APCO, Series 100; Golden Anderson, 

Fig 200BS; Crispin; Henry Pratt, or approved equal. 
 
3.03 Plug Valves: 
 

A. Plug valves shall be non-lubricated, 100 % full-ported, straight-
through body flow pattern, eccentric-type with resilient-faced plugs 
suitable for raw wastewater service conforming to AWWA C517 
with corrosion-resistant seats and bearings and replaceable sleeve-
type upper and lower journals. 

 
B. Plug valves shall have flanged ends meeting applicable standards 

for ANSI Class 125 cast iron valves. 
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C. Valve pressure ratings shall be as established by hydrostatic tests 
specified by ANSI Standard B16.1 for working pressures of 175 psi 
with flow in either direction. 

 
D. Actuators: Geared, metal, hand wheel operator with sealed, 

corrosion-resistant construction. 
 
E. Manufacturers: DeZurik, Milliken, Clow, or approved equal.  

 
4.00  EXECUTION 
 
4.01  Spare Parts: 
 

A. 10% spare fuses; lamps and other expendable items shall be 
provided to the City upon completion of lift station construction. 

 
B. Other spare parts shall include, but not limited to: 

 
1. Spare pump impeller, trimmed for the correct operating point 

 
2. Wear rings 

 
3. Pump seals 

 
4. Additional items specifically requested per the City Engineer. 

 
4.02  Operation and Maintenance Manuals: 
 

A. Developer shall provide the City with five (5) sets of operations and 
maintenance manuals complete with all pertinent drawings, product 
information, functional descriptions, maintenance suggestions, etc. 

 
 
 
 
4.03  Startup and Training 
 

A. Developer shall furnish the services of an experienced technician to 
inspect start-up and instruct the City’s personnel in the use of all lift 
station equipment. 

 
B. After the lift station has been completely installed and has been put 

into use, a factory service representative of the equipment 
manufacturer shall spend one (1) full day at the Project Site for 
training and technical services. 
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4.04  Call-back Services 
 

A. In addition to other services specified, provide an experienced 
technician to return to the project site for two (2), four (4) hour days 
during the first year of operation.  During each trip, the supplier’s 
representative shall be prepared to calibrate and check equipment 
and give miscellaneous training to City’s personnel. 

 
B. Call-back trips shall be at times determined by the City. 
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STANDARD SPECIFICATIONS 
FOR 

SIGNAGE, STRIPING, AND LIGHTING 
FOR DEVELOPERS 
CITY OF OTSEGO 

 
1.00  GENERAL REQUIREMENTS 
 
1.01 Specification Reference:  
 

All traffic control devices shall conform and be installed in accordance to the 
“Minnesota Manual of Uniform Traffic Control Devices” (MN MUTCD) and 
Part 6, “Field Manual for Temporary Traffic Control Zone Layouts”, Mn/DOT 
2564, 3352 & 3401, Minnesota “Standard Signs Manual”, the Mn/DOT 
“Traffic Engineering Manual”, and as modified herein. 

 
  All pavement markings shall be installed in accordance to the “Minnesota  

Manual of Uniform Traffic Control Devices” (MN MUTCD), Mn/DOT 2582, the 
Mn/DOT “Traffic Engineering Manual”, the Traffic Control Layouts/Typical 
Traffic Control Layouts in the Plans, and as modified herein. 
 
All lighting shall be approved by the City and adhere to section 21-8-11 of the 
Otsego Subdivision Ordinances, Mn/DOT 2545, and as modified herein.  The 
Mn/DOT “Road Design Manual” and AASHTO “Roadside Design Guide” 
should be referenced when considering placement of the lighting structures 
within any Right-of-Way or clear zone.   

 
1.02  Definitions: 
 

Owner:  Owner shall mean the person(s), company, corporation, etc. that 
enter into a "Developers Agreement" with the City of Otsego for the purpose 
of construction of public improvements on lands under the ownership and 
control of said person(s), company, corporation, etc. 

 
Engineer:  Engineer shall mean the Owner's engineer. 

 
City:  City shall mean the City of Otsego. 
 
City Engineer:  City Engineer shall mean the engineer designated by the City 
as such. 

 
2.00  MATERIALS 
 
2.01 Signage: 
 

A. All signs deemed necessary by the City Engineer will be supplied and 
installed by the City of Otsego.  Owners will be financially responsible 
for all required signs. 

 
B. All Type C and Type D signs (except stop and street name signs) shall 
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be placed on galvanized flanged channel sign posts (U-Posts) 
conforming to Mn/DOT 3401.  The posts shall have a minimum 
nominal mass of 2.5 per foot and 3/8” diameter holes punched 
according to the Minnesota Standard Signs Manual. 

 
C. All Type C and Type D, delineator, and marker sign base and face 

materials shall be extruded aluminum and conform to Mn/DOT 2564 
and 3352.  Refer to the Mn/DOT Traffic Engineering Manual, the 
Mn/DOT Standard Signs Manual, and/or the MN MUTCD for signage 
type, color, size, and layout. 

 
D. All Type C and Type D regulatory and warning signs shall be sized 

according to the MN MUTCD Conventional Road (CR) or Standard 
classification.  These signs shall have Diamond Grade VIP sheeting 
(ASTM Type IX) with series C lettering (except No Parking signs). 

 
E. If a sign structure is to be located within the clear zone as shown in 

the Mn/DOT Road Design Manual Table 4-6.04A and the speed limit 
is greater than 40 mph, the sign structure shall meet FHWA 
breakaway requirements.   

 
F. Stop signs and street name signs shall be mounted on a 2-3/8” O.D., 

12 gauge cold rolled galvanized steel tubular posts.  The street name 
signs shall be double faced, notched and mounted in an E450 bracket 
and place above the stop signs on the same post.  

 
G. Street name plates at the intersections of arterial, collector, or minor 

collector streets shall be 9” plates.  All name plates at the 
intersections of local to local streets shall be 6” plates.  These plates 
shall have high intensity prismatic sheeting (ASTM Type IV) with 
series B lettering. 

 
H. No Parking signs shall be spaced a minimum of 400’ apart or so as 

not to create visual “clutter”.  No Parking signs shall be 18”x18” plates 
when placed within the City’s Right-of-way.  12”x12” plates are 
recommended in private townhome driveways.  All No Parking signs 
shall have Engineering Grade or Commercial Grade sheeting (ASTM 
Type I). 

 
I. Fluorescent Yellow or Fluorescent Yellow Green signs shall have 

ASTM Type HP FLY or HP FLYG sheeting respectively. 
 
 

J. All temporary traffic control equipment shall be in accordance with 
Part 6 of the MN MUTCD. 

 
2.02 Striping: 
 

A. All pavement markings shall be High Solids Water-Based Traffic Paint 
in conformance with Mn/DOT 3591 and shall be covered with treated 
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glass beads in conformance with Mn/DOT 3592 for retroreflectorizing 
the paint. 

 
2.03 Lighting: 
 

A. Developers will be responsible for supplying and installing all required 
street lights in commercial and industrial areas.  The responsible 
electrical company will supply and install all required street lights in 
residential or rural areas.  The developer will be financially responsible 
for all required lights for a period of 24 months of operation. 

 
B. A cobra head style luminaire mounted on a 30’ tall pole shall be used 

in all commercial and industrial areas.  When approved by the City a 
15’ tall decorative luminaire (Standard Plate 808) may be used.   

 
C. If a lighting structure is to be located within the clear zone as shown in 

the Mn/DOT Road Design Manual Table 4-6.04A and the speed limit 
is greater than 40 mph, the lighting structure shall meet FHWA 
breakaway requirements.   

 
D. The cobra head luminaire shall have a 150 watt, high pressure sodium 

(HPS) lamp. 
 

E. All lighting fixtures shall be warranted by the manufacture for a period 
of 5 years.   

 
3.00 DESIGN LAYOUT 
  
3.01. Signage: 
 

A. No regulatory, warning, street name or any other permanent traffic 
control signs will be placed until the street(s) has been paved with at 
least the bituminous base course. 

 
B. Signs along streets with urban sections and speed limits of less than 

40 mph shall have a lateral offset of 2’ from the face of the curb to the 
edge of the sign panel and shall have a vertical clearance of 7’ from 
the ground to the bottom of the sign panel.   

 
C. Lateral offsets of signs placed along streets with rural sections or 

speed limits of 40 mph or greater shall be 12’ from the edge of the 
shoulder or face of curb and shall have a vertical clearance of 7’ from 
the ground or 5’ from the elevation of the traveled roadway whichever 
is greater, unless further considerations require otherwise (i.e. degree 
of horizontal curves, Right-of-Way limits, etc). 

 
D. Placement of stop signs shall be marked in the field by the City 

Engineer.  Stop signs shall be placed beyond the through traffic’s 
clear zone when possible.  See Mn/DOT Road Design Manual Table 
4-6.04A for clear zone distances. 
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E. All temporary traffic control layouts shall be in accordance with Part 6 

of the MN MUTCD. 
 
3.02. Striping: 
 

A. Permanent pavement markings are required on all arterial and 
collector streets and streets identified by the City Engineer. 

 
B. Temporary pavement markings are required when permanent 

markings are not feasible and the road is open to public traffic.  
Temporary markings are required prior to opening the road to traffic 
and shall include all centerlines, edge (fog) lines, and lane lines. 

 
C. Crosswalk pavement markings shall consist of two parallel 12” wide 

white lines when crossing local streets at an intersection.  All other 
crosswalk crossings shall be marked using a zebra pattern crosswalk 
(3’ wide x 6’ high, white blocks spaced 3’ apart).  The crosswalk 
blocks shall be spaced so that they avoid the wheel path. 

 
D. Stop bars are required at the intersections of all arterial, collector, or 

minor collector streets unless crosswalk markings exist or are to be 
installed at the intersection.  Stop bars shall be located in the field by 
the City Engineer. 

 
3.03. Lighting: 
 

A. Lights shall be spaced a minimum of 250’ and a maximum of 450’ 
along all white-way areas in Commercial and Industrial areas. 

 
B. A minimum of one light at each street intersection and at least one 

light within blocks having a length of 900’ or greater is required in all 
residential subdivisions.   

 
C. All lighting foundations in areas with speed limits of 40 mph or less 

shall be extended 24” above the finished ground.  Where speed limits 
exceed 40 mph lighting foundations shall be nearly flush with the 
finished ground (See Standard Plate 809 or 810). 

 
4.00  STANDARD PLATES 
 

Standard Plates are included in Appendix A of the City of Otsego Engineering 
Manual.  Where standard plates are not shown for a particular circumstance, 
the Owner's engineer shall insure the design and installation procedure 
meets the requirements of this specification. 
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13400 90th Street NE Otsego, MN 55330 Bldg. Dept. (763) 441-2593 (Fax) 763-441-8823 
 

CERTIFICATION OF GRADING 
-AND- 

PLACEMENT OF PROPERTY CORNER MONUMENTS 
 
 
 

This document must be submitted to the city building department and approved by the City Engineer 
PRIOR TO the issuance of the Certificate Of Occupancy. 

 
 
 
 

Lot    Block    Subdivision     
 

Address:    
 

I hereby certify that on this day of , that the as-built grades and 
elevations of the site and building are in general accordance with the Development / Grading Plan or 
amendments approved by the City Engineer. 

 
In addition, all property corner monuments are also in place. 

 

 

Licensed Land Surveyor’s 
 

Signature:    
 

Printed Name:    
 

MN License #:    
 
Note:   Attach a copy of the Certificate of Survey showing all as-built elevations and design elevations 

as per the Development Plan. 
 
 
 

City Of Otsego Engineering Department 
 
Approved Denied Date Signature 

 

 
Otsego City Engineer 
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